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1 PURPOSE

The purpose of this document is to explain the Joint Meter Reading (JMR) Process.

The Joint Meter Reading (JMR) Process has 7 different forms 3 for Active Energy, 3 for Re-Active
Energy& 1 for Summary.

The 7 different forms are as follows:

1. HPSEB Active Energy.
2. HPSEB Re-Active Energy.
3. PTCUL Active Energy.
4. PTCUL Re-Active Energy.
5. PTCUL Unit 220kV Active Energy.
6. PTCUL Unit 220kV Re-Active Energy.
7. Yamuna Valley General Manager Office Summary
DOCUMENT HISTORY
VERSION | DATE AUTHOR VERSION DETAILS
V 1.0 07-02-2018 | Chakravarthy FIRST ISSUE
DepuruGurunagaraj
DISTRIBUTION
Date Name Purpose

For Information

For Information

2 JOINT METER READING (JMR) PROCESS FLOW
2.1 MAINTAIN PARAMETER WISE METER DETAILS

We need to maintain parameter wise meter details in the table “ZPMT PARAM_ MASTR”
along with the relevant JMR signature groups in the respective JMR forms.

Some parameters need to be maintained with predefined parameter codes. They are as follows:
1) Unitl LV
2) Unitl HV
3) Unit2 LV
4) Unit2 HV
5) Unit3 LV
6) Unit3 HV

Joint Meter Reading UJVN Limited Proprietary Information October 1, 2018
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ZPMT_PARAM_MASTR: Display of Entries Found

7) Unitd LV
8) Unit4 HV

9) UATI
10) UAT2
11)UAT3
12) UAT4

13) DG Setl
14) DG Set2
15) Micro Hydell
16) Micro Hydel2

17) SATI
18) SAT2

19) Excitation System1
20) Excitation System2
21) Excitation System3
22) Excitation System4

END USER DOCUMENT

Also, the MF value in the table “ZPMT PARAM_MASTR” to be provided to calculate MWH
for the respective Parameter & Meter ID combination.

4 T

Search in Table
Number of hits

Runtime

SIEZTIHEY ..

ZPMT PARAM MASTR

36
0

Parameter Master

Maximum no. of hits

1= 3B 23 L) Iy )1 £]]1] Ak Details

BL Plant Parameter Meter ID  Meter Make Meter Type Unit Meter Max. MF Voltage JMR1 JMR2 JMR3 JIMR4 JIMR5
1201 CH-KHFDR-1 04728820 Elester  Main Kwh 5 1,600.000 220KV JMR1G1 JMR2G1 JMR3G1 IMR5G1
1201 CH-KHFDR-1 04728866 Elester  Check  Kwh 5 1,600.000 220KV JMR1G1 JMR2G1 JMR3G1 IMR5G1
1201 CH-KHFDR-1 13193682 L&T Check  Kwh 5 1600 220KV JMR1G1 IMR1G3
1201 CH-KHFDR-2 04728765 Elester  Check  Kwh 5 1,600.000 220KV JMR1G1 JMR2G1 JMR3G1 IMR5G1
1201 CH-KHFDR-2 04728816 Elester  Main Kwh 5 1,600.000 220KV JMR1G1 JMR2G1 JMR3G1 IMR5G1
1201 DG Sett KIR-1  Kirloskar Main Mwh 5 0.000 IMR1G1
1201 DG Set2 KIR-2  Kirloskar  Main Mwh 5 0.000 IMR1G1
1201 Declared Capacity MW 0  0.000
1201 Excitation Systemi NP-1048-B L&T Main Kwh 5 1.600 IMR1G1
1201 Excitation System2 NP-1049-B L&T Main Kwh 5 1.600 IMR1G1
1201 Excitation System3 NP-1050-B L&T Main Kwh 5 1.600 IMR1G1
1201 Excitation System4 NP-1051-B L&T Main Kwh 5 1.600 IMR1G1
1201 Micro Hydel1 NP-1052-B L&T Main Mwh 5 0.000 IMR1G1
1201 Micro Hydel2 NP-1053-B L&T Main Mwh 5 0.000 IMR1G1
1201 SAT1 SEC-1  Secure  Main Mwh 5 0.000 IMR1G1
1201 SAT2 SEC2  Secure  Main Mwh 5 0.000 IMR1G1
1201 UAT1 4728965 Elester  Main Kwh 5 0.160 IMR1G1
1201 UAT2 NP-1045-B L&T Main Kwh 5 0.60 IMR1G1
1201 UAT3 NP-1046-B L&T Main Kwh 5 0.60 IMR1G1
1201 UAT4 NP-1047-B L&T Main Kwh 5 0.160 IMR1G1
1201 Unitt_HV 4728845 Elester  Main Kwh 5 400.000 220KV IMR4G1
1201 Unitt HV 4728929 L&T Check  Wh 6 0400 220KV IMR4G1
2.2 MAINTAIN JMR SIGNATURE GROUP DETAILS
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(JMR) Process

Ver: 1.0 Classification : Internal Page 4 of 31

JMR6

JMR6G1
JMREG1



>
accenture END USER DOCUMENT ﬂ

We need to maintain JMR signature group details in the table “ZPMT JMRGROUP”.

/PMT_JMRGROUP: Display of Entries Found

A e
Search in Table ZPMT JMRGROUP JMR GROPUs
Number of hits 18
Runtime 0 Maximum no. of hits | |
Q== HHY . || = 3 B2 | |14 ] [{]]]| as Details

B JMR GROUP JMR_DESCRIPTION
JMR1G1 JMR1 GROUP1
JMR1G2 JMR1 GROUP2
JMR2G1 JMR2 GROUP1
JMR2G2 JMR2 GROUP2
JMR3G1 JMR3 GROUP1
JMR3G2 JMR3 GROUP2
JMR3SG JMR3 SUMMARY GROUP
JMR4G1 JMR4 GROUP1
JMR4G2 JMR4 GROUP2
JMR5G1 JMRS5 GROUP1
JMR5G2 JMR5 GROUP2
JMR5S5G JMR5 SUMMARY GROUP
JMReG1 JMR6 GROUP1
JMR6G2 JMR6 GROUP2

2.3 MAINTAIN PLANT WISE JMR SIGNATURE DETAILS FOR JMR SIGNATURE
GROUPS

We need to maintain plant wise JMR signature details for JMR signature groups in the table
“ZPMT_JMRSIGN”.
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/PMT_JMRSIGN: Display of Entries Found

2 e

Search in Table ZPMT JMRSIGN Signature table for JMR group
Number of hits 48
Runtime 0 Maximum no. of hits 44,117,647 |
== H Y. || 3. B3 | )'[[ 7] | as Details
B Plant JMR GROUP SIGNATURE
1201 JIMR1G1  AE, CHIBRO POWER STATION, UJVN LTD.
1201 IMR1G1  ASSISTANT EXECUTIVE ENGINEER, HPSEB LTD.
1201 JMR2GL1  AE, CHIBRO POWER STATION, UJVN LTD.
1201 IMR2G1 ASSISTANT EXECUTIVE ENGINEER, HPSEB LTD.
1201 JMR3G1 AE, CHIBRO POWER STATION, UJVN LTD.
1201 JMR3GL1  JUNIOR ENGINEER, O & M DIV., PTCU LTD.
1201 IMR3SG  AE, CHIBRO POWER STATION, UJVN LTD.
1201 JMR3SG ~ JUNIOR ENGINEER, O & M DIV., PTCU LTD.
1201 IMR4G1 AE, CHIBRO POWER STATION, UJVN LTD.
1201 IMR4G1 ASSISTANT EXECUTIVE ENGINEER, HPSEB LTD.
1201 IMR4GL1  JE, CHIBRO POWER STATION, UJVN LTD.
1201 JMR4GL1  JUNIOR ENGINEER, O & M DIV., PTCU LTD.
1201 JMR5GL1  AE, CHIBRO POWER STATION, UJVN LTD.
1201 IMR5G1 JUNIOR ENGINEER, O & M DIV., PTCU LTD.
1201 JIMR5SG AE, CHIBRO POWER STATION, UJVN LTD.
1201 JMR5SG  JUNIOR ENGINEER, O & M DIV., PTCU LTD.
1201 IMR6GL1  AE, CHIBRO POWER STATION, UJVN LTD.
1201 IMR6GL  ASSISTANT EXECUTIVE ENGINEER, HPSEB LTD.
1202 JMR1G1  REPRESENTATIVE OF PTCU LTD.
1202 JMR1G1 REPRESENTATIVE OF UJVN LTD.
1202 IMR1G2 REPRESENTATIVE OF UJVN LTD.
1202 JMR1G2  REPRESENTATIVE OF UPC LTD.
2.4 UPLOAD METER READINGS
We need to upload the respective meter readings daily to proceed with further calculation of
Joint Meter Readings (JMR). T-Code to upload the meter readings is “ZPM4014”.
In the upload file for the column “RTYPE” value to be provided as “Export — For Export
Reading & Import — For Import Reading”.
In the upload file for the column “RTYPE” value can be “Blank” for the following parameters:
1) Unitl LV
2) Unitl HV
3) Unit2 LV
4) Unit2 HV
5) Unit3 LV
6) Unit3 HV
7) Unit4 LV
8) Unit4 HV
Joint Meter Reading UJVN Limited Proprietary Information October 1, 2018
(JMR) Process
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9) UATI

10) UAT2

11) UAT3

12) UAT4

13) DG Setl

14) DG Set2

15) Micro Hydell

16) Micro Hydel2

17) SATI

18) SAT2

19) Excitation System1
20) Excitation System2
21) Excitation System3
22) Excitation System4

In the upload file for the columns “AAREADING & RAREADING” values to be given directly
in “MWH” unit only.

Report to upload parameter

€

Select upload file C:\Users\chakravarthy.dg\Desktop\JMR DATA.xlsx

Plant @

+
In the above screen click Q button to upload the meter readings.

2.5 HPSEB ACTIVE ENERGY PROCESS
We need to process HPSEB Active Energy by T-Code “ZPM4012”.

SAP
SO
Choose your option Aux. Consumption:
UAT No.1 0.000 Mwh D G Set 0.000 Mwh  Actual Aux. Consumption
Plant 1201 UAT No.2 0.000 Mwh Micro Set 0.000 Mwh 0.000
Month 9 September k4 UAT No.3 0.000 Mwh Grid 0.000 Mwh
Year (2017 UATNo4 0.000 Mwh  Excitation System 0.000 Mih
Total;- 0.000 Mwh Total:- 0.000 Mwh
Sl. No.  Location of special energy meter Make of Meter Meter Serial No. Meter Type (M... Reading Type ... Present Readi... Present Reading
< > <
<> - - <
Joint Meter Reading UJVN Limited Proprietary Information October 1, 2018
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In the above screen click

SAP

7 6 0

Choose your option

END USER DOCUMENT

Aux. Consumption:

button to show the JMR details in change mode.

UAT No.it  |75.424 [Mwh DG Set 0.022 Mwh Actual Aux. Consumption
Plant 1201 @@ UAT No.2 15.000 Mwh Micro Set Mwh 511.606
Month 9 September UAT No.3 4.990 Mwh Grid 64.831 Mwh
Year 2017 ¢ UAT No.4 6.667 Mwh Excitation System 344.672 Mwh
Total:- 102.081 Mwh Total:- 409.525 Mwh
Sl. No.  Location of special energy meter Make of Meter Meter Serial No. Meter Type (M... Reading Type ... Present Readi... Present Reading
1 CH-KH FDR-1 Elester 04728820 Main Export 30.09.2017 2,943.790
2 CH-KH FDR-1 Elester 04728866 Check Export 30.09.20171,873.390
3 CH-KH FDR-2 Elester 04728816 Main Export 30.09.20171,968.290
4 CH-KH FDR-2 Elester 04728765 Check Export 30.09.2017 2,293.150
5 Declared Capacity 30+09.2017 176.213
6 Unitl_ HV Elester 4728845 Main 30.09.20172,105.210
7 Unitl HV L&T 4728929 Check 300920174352, 445900
8 Unitl LV L&T NP-1041-B Main 30.09.2017 12,547.000
9 Unitl LV Elester 15196051 Check 30.09.2017 964,445.700
10 Unit2 HV L&T 4728858 Main 30.09.2017 679,858.000
11 Unit2 HV Elester 4728822 Check 30.09.2017 1,766.630
12 Unit2 LV L&T NP-1044-B Main 30.09.2017 86,285.000
13 Unit2 LV L&T 15196054 Check 30.09.2017 1,126,098.60C
14 Unit3_HV L&T 4728846 Main 30.09.20171,017,979.70C
<> @
v
<> o D <>
pon
In the above screen click button to show the JMR details in display mode.
SAP
R
Choose your option Aux. Consumption: &
UAT No.1 75.424 Mwh DG Set 0.022 Mwh  Actual Aux. Consumption &
Plant D—‘ UAT No.2 15.000 Mwh Micro Set 0.000 Mwh 511.606
Month 9 September UAT No.3 4.990 Mwh Grid 64.831 Mwh
Year 2017 3 UAT No.4 6.667 Mwh Excitation System 344.672 Mwh
Total:- 102.081 Mwh Total:- 409.525 Mwh
Sl. No.  Location of special energy meter Make of Meter Meter Serial No. Meter Type (M... Reading Type ... Present Readi... Present Reading
CH-KH FDR-1 Elester 04728820 Main Export SO0 N2 0INE2N0 4 3200
2 CH-KH FDR-1 Elester 04728866 Check Export 30.09.20177 |1,873.390
3 CH-KH FDR-2 Elester 04728816 Main Export 30.09.2017 11 ,968.290
4 CH-KH FDR-2 Elester 04728765 Check Export B30 209- 20020 203 JHi50)
5 Declared Capacity 1) (B2 2A0RLT LTS LS
6 Unitl HV Elester 4728845 Main 30.09.2017 2,105.210
7 Unitl HV L&T 4728929 Check 30.09.2017 352,445.900
8 Unitl LV L&T NP-1041-B Main 30.09.2017 12,547.000
9 Unitl LV Elester 15196051 Check 30.09.2017 964,445.700
10 Unit2 HV L&T 4728858 Main 30.09.2017 679,858.000
A1 Unit2 HV Elester 4728822 Check 30.09.2017 11 ,766.630
12 Unit2 LV L&T NP-1044-B Main 30.09.2017 86,285.000
13 Unit2 LV L&T 15196054 Check 30.09.2017 1,126,098.60C
14 Unit3 HV L&T 4728846 Main SRl 20T/ AL - (BLT/ - ) T0NE
3 |2 @ |
-
<> S D <>

In the above screen click

table “ZPMT 070 JMR_TOT”.

button to approve the JMR details & save the results in the
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END USER DOCUMENT LWL
SAP
S8R0
Choose your option Aux. Consumption: &
UAT No.1 0.000 Mwh DG Set 0.000 Mwh  Actual Aux. Consumption =
Plant UAT No.2 0.000 Mwh Micro Set 0.000 Mwh 0.000
Month 9 September ~ UAT No.3 0.000 Mwh Grid 0.000 Mwh
Year 2017 @ UAT No.4 0.000 Mwh Excitation System 0.000 Mwh
Total:- 0.000 Mwh Total:- 0.000 Mwh
Sl. No.  Location of special energy meter Make of Meter Meter Serial No. Meter Type (M... Reading Type ... Present Readi... Present Reading
1 CH-KH FDR-1 Elester 04728820 Main Export 30.09.2017 2,943.790
2 CH-KH FDR-1 Elester 04728866 Check Export Sk Rl ZIALTF AL 1ET/51 - 5) 2 (6)
3 CH-KH FDR-2 Elester 04728816 Main Export 30.09.20179 1,968 .290
4 ICH-KH FDR=2 Elester 04728765 Check Export 30-09 20002, 293 [0 50
5 Declared Capacity 300920149 176213
6 Unitl HV Elester 4728845 Main 3020920025805 22010
7 Unitl HV L&T 4728929 Check 3009200052, 4455900
8 Unitl LV L&T NP-1041-B Main 30,09 2017 12,547 000
9 Unitl LV Elester 15196051 Check 30.09.2017 964, 445.700
10 Unit2 HV L&T 4728858 Main 30.09.2017 679,858.000
11 Onit2 HV Elester 4728822 Check SO 2007 HEE.66 5630
2 Unit2 LV L&T NP-1044-B Main 30.09.2017 86,285.000
13 Unit2 LV L&T 15196054 Check 30.09.2017 (1,126, 098.60(
14 Unit3 HV L&T 4728846 Main Skl 2NLT) AL (L) el mioNg
<> @
v
<> S - <>
@ JMR report for the month approved successfully % | ECD (1) 120 ¥ | erpsrv | INS n” 4
e
In the above screen click button to print the JMR details.
A
0.000 Mwh  Actual Aux. Consumption =
Output Device LPO1 0.000 Mwh 0.000
Frontend Printer ]| ¥ [ 0.000 Mwh
Page selection 0.000 Mwh
Spool Request 0.000 Mwh
Name SMART | SFP |CHAKRAVARTHY
e No. Meter Type (M... Reading Type ... Present Readi... Present Reading
Authorization o MAIN EXPORT 30.09.2017 2, 943.790
6 CHECK EXPORT SRl ZILTI AL MET/51 - 512 (6)
Spool Contral Nimbsréafi€oples 6 MAIN EXPORT 30.09.2017 1, 968.290
+/ Print Now Number 4 5 CHECK EXPORT 30.09.2017 2,293.150
Delete After Output Group (1-1-1,2-2-2,3-3-3,...) 30.09.2017 176.213
New Spool Request MAIN Sl (Eek 2T 2, LIS - 20l
Close Spool Request Cover Page Settings CHECK 30.09.2017 352,445.900
Spool Retention 8 Day(s) SAP cover page Do Not Print k4 -B MAIN 30.09.2017 12,547 .000
Storage Mode 1 Print only - Recipient L CHECK S Beh 20T Sl - il T
Department MAIN 30.09.2017 679,858.000
CHECK 305092005 5766 - 630
B MAIN 30.09.2017 86,285.000
(EIPrint preview Serint | € 4 CHECK 30.09.2017 1,126, 098.60C
- MAIN S 00O 32 OGS G il OO (6
< > @ |
v
< o S <y

@ Print preview

In the above screen click

' button to print the JMR details.
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Print Preview of LPO1 Page 00001 of 00001

Month: September, 2017

Name of Power Station:— Chibro

RSSISTANT EXECUTIVE ENGINEEER, HPSEB
ILTD.

Pz Parameter fake of feter Jerial Meter Eaxpozt/ i t Reading pifference i.F. [fotal Bssessment [Fross Total et
Fo. P— . Frpe Lapoze/ (if
bz knyv)
L [FE-EH FR-1 Elester 4728820 {ain Export I942.780 2802.220 41.5€0 [PEDD.00 EE45€.000 0.000 [EE4GE. D00 €€,48€. 000
E [FE-KE FR-1 Elester 472BBEE Fheck Export 1872.280 1821.840 41.550 [PE0DD.00 EE480.000 0.000 [EE480.000 €€,480.000
B [H-EH FIR-Z Elester 472BB1€ dain Export 19€8.250 1538.2€0 29.930 [LE00.00 @7BBB.000 0.000 jg7888.000 47,888.000
B [E-EH FIR-2 Elester 47ZBTES fFheck Export Zz%3.150 ZzZ€3.zZ10 2%.%40 [E00.00 @7504.000 0.000 B7504.000 47,504,000
B Pnitl LV LeT P-1041-B fain 12547.000 35€47.000 TESQD. 000 0.400 BOTED. 000 0.000 O0T7ED. 000 0.000
E pPnitl 1LV Elester 1515€051 fheck S€4445. 700 5752320_400 285215.200 0_080 BOB17_224 0._000 0817._224 0000
P pPmitz LV LeT P-1044-B dain BEZBS5. 000 Z4€B8€.000 €15595. 000 0.400 F3€39. €00 0.000 fa€3s. €00 0.000
B PmnizZ LV LsT p515€054 Fheck Llz2€0%88. €00 B17555.700 208102.500 0.080 p4c48.232 0.000 fpac4n.232 0.000
B pnitd 1LV LeT BP-1043-B fain SES12_000 BE4€L1._000 70451000 0.400 PBA1B0.4300 0.000 [a180.400 0.000
0 pnit3 LV LeT ps1s€0so fheck E532557.300 E18001€.400 252540.%00 0.080 EBZO3.Z27Z 0.000 gszoa.z7z 0.000
Al Ponivd LV LsT B-1042-B {ain 24758.000 4533€.000 TS4€2Z. 000 0.400 B1784.800 0.000 1784.800 0.000
2 pnitd LV Elester 472B5E4 Fheck 440250 42 180 297 _1€0 80_000 B1772_800 0._000 1772_800 0000
Actual Aux. consumpt 511.606 Mwh Aux Consumptions:
UAT No.l 75.424 Mwh D G Set 0.022 Mwh
UAT No.Z2 15.000 Mwh Micro 0.000 Mwh
UAT No.3 4.99%0 Mwh Grid €4.831 Mwh
UAT No.4 6.667 Mwh Excitat 344.672 Mwh
Date:-07/02/2018 Total:— 102.081 Mwh Total:- 409.525 Mwh
I5.No. Name Designation ISignature
1 RE, CHIBRO POWER STATION, UJVN LTD.
-

2.6 HPSEB RE-ACTIVE ENERGY PROCESS
We need to process HPSEB Re-Active Energy by T-Code “ZPM4017”.
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SAP
SO

Choose your option

Plant 1201

Month 9 September ~

Year 20173

Sl. No.  Location of special energy meter Make of Meter Meter Serial No. Meter Type (M... Reading Type ... Present Readi... Present Reading
~
~
~
~

< <

BRI I[N (EIE
. #I .
In the above screen click button to show the JMR details in change mode.
SAP
¢ =
AR
Choose your option

Plant 12017

Month 9 September v

Year 2017 @@

Sl. No.  Location of special energy meter Make of Meter Meter Serial No. Meter Type (M... Reading Type ... Present Readi... Present Reading

CH-KH FDR-1 Elester 04728820 Main Export 30.09.2017 535.160 -~

2 CH-KH FDR-1 Elester 04728866 Check Export 30.09.2017 299.190 b

3 CH-KH FDR-2 Elester 04728816 Main Export 30.09.2017 321.610

4 CH-KH FDR-2 Elester 04728765 Check Export 30.09.2017 390.820

5 DG Setl Kirloskar KIR-1 Main 30.09.2017

(3 DG Set2 Kirloskar KIR-2 Main 30.09.2017

7 Declared Capacity 30.09.2017

8 Excitation Systeml L&T NP-1048-B Main 30.09.2017

9 Excitation System2 L&T NP-1049-B Main 30.09.2017

10 Excitation System3 L&T NP-1050-B Main 30.09.2017

11 Excitation System4 L&T NP-1051-B Main 30.09.2017

12 SAT1 Secure SEC-1 Main 30.09.2017

13 SAT2 Secure SEC-2 Main 30.09.2017 ~

14 UAT1 Elester 4728965 Main 30.09.2017 v

< > I ¢ >

BB ODIAIN |BIE

In the above screen click button to show the JMR details in display mode.

Joint Meter Reading UJVN Limited Proprietary Information October 1, 2018
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SAP
R -

Choose your option

Plant

Month 9 September ~

Year 2017 @

Sl. No.  Location of special energy meter Make of Meter Meter Serial No. Meter Type (M... Reading Type ... Present Readi... Present Reading
1 CH-KH FDR-1 Elester 04728820 Main Export SI(Bek ZI0ALY 5155 - AL(s(0) ~
2 CH-KH FDR-1 Elester 04728866 Check Export 30.09.2017 (299.190 »
3 CH-KH FDR-2 Elester 04728816 Main Export 30.09.2017 321.610

4 CH-KH FDR-2 Elester 04728765 Check Export 30.09.2017 390.820

5 DG Setl Kirloskar [KIR—1 Main B0-09 201

6 DG Set2 Kirloskar KIR-2 Main BOE0O =205

7 Declared Capacity 30.09.2017

8 Excitation Systeml L&T NP-1048-B Main 3020920157

9 Excitation System2 L&T NP-1049-B Main S0 809 82 (5

10 Excitation System3 L&T NP-1050-B Main 30209520059

11 Excitation Systemé L&T NP-1051-B Main S009 2007

12 SAT1 Secure SEC-1 Main 30.09.2017

13 SAT2 Secure SEC-—2 Main B0-09 201 ~
14 UAT1 Elester 4728965 Main sl BC 2ol e/ -
< > . < >

BRI INA

*
)
|

o

In the above screen click button to approve the JMR details & save the results in the
table “ZPMT 070 JMR TOT”.

SAP

7 68 S0

Choose your option

Plant D_‘

Month 9 September ~

Year 20173

Sl. No.  Location of special energy meter Make of Meter Meter Serial No. Meter Type (M... Reading Type ... Present Readi... Present Reading
CH-KH FDR-1 Elester 04728820 Main Export 20 @2 2T BEE AL G0 ~

2 CH-KH FDR-1 Elester 04728866 Check Export 30.09.2017 299.190 »

3 CH-KH FDR-2 Elester 04728816 Main Export 30.09.2017 321 .610

4 CH-KH FDR-2 Elester 04728765 Check Export 30.09.2017 390.820

5 DG Setl Kirloskar KIR-1 Main 30.09.2017

6 DG Set2 Kirloskar KIR-2 Main 30.09.2017

7 Declared Capacity 30.09.2017

8 Excitation Systeml L&T NP-1048-B Main 30.09.2017

9 Excitation System2 L&T NP-1049-B Main S0 5200

10 Excitation System3 L&T NP-1050-B Main 30.09.2017

i1 Excitation Systemé L&T NP-1051-B Main 302092017

12 SAT1 Secure SEC-1 Main 30.09.2017

13 SAT2 Secure SEC-2 Main 30.09.2017 ~

14 UAT1 Elester 4728965 Main 30509 20505 v

(5 |2 <>

BRI D A [BIE
@ IMR report for the month approved successfully » | ECD (1) 120 ¥ | erpsrv | INS u"

In the above screen click button to print the JMR details.

Joint Meter Reading UJVN Limited Proprietary Information October 1, 2018
(JMR) Process
Ver: 1.0 Classification : Internal Page 12 of 31




>
accenture

SAP

7 68 S0

=
=

END USER DOCUMENT

Output Device LPO1
Frontend Printer ]| V[
Page selection
Spool Request
Name SMART SFP | CHAKRAVARTHY
Title - = =
No. Meter Type (M... Reading Type ... Present Readi... Present Reading
Ll o MAIN EXPORT 30.09.2017 535.160 ~
6 CHECK EXPCORT 30.09.2017 299.190 w
Spoal Control Nimber; o, Gopled 6 MAIN EXPORT 30.09.2017 321.610
+/ Print Now Number i 5 CHECK EXPORT 30.09.2017 390.820
Delete After Output Group (1-1-1,2-2-2,3-3-3,...) MAIN 30.09.2017
New Spool Request MAIN 30209 2201
Close Spool Request Cover Page Settings 30.09.2017
Spool Retention 8 Day(s) SAP cover page Do Not Print ~ ~B MAIN 30.09.2017
Storage Mode 1 Print only v Recipient ~B MAIN 30.09.2017
Department B MATN 505095205,
B MAIN 30.09.201%
MAIN 30.09.2017
GEPrint preview Seint | Q MAIN 30.09.2017 -~
= MAIN 30509 20505 v
Q |2
Iy 3 5| B
BRI INA]E EE
Archive Print and Archive
Name of Power Station:— Chibro
Month: September, 2017
Br.Parameter fake of Meter Serial No.Meser  Export/ [Present Beading o [Fotal Pasessment [Fross Tesal et
Ho. fever Fvpe Fmpozs/ (Et3
et poy.
L [E-FE FE-1 Elestez [4728820 fain Expoze 535.1€0 532.560 2.€00 [LE00.00 | 4160.000 o.000 | 41e0_000 4,1€0.000
P FHE-FE EIR-1 Elester [472BBEE [heck  [Expore 259150 286_€00 2.5%0 [1600.00 | 4144.000 0,000 4183 000 4,144 000
B [H-FH EIR-2 Elester [a72BElE fain Export 321,610 az0.270 1.340 [1€00.00 | z184.000 0,000 |z1s3 000 2,144,000
l fE-FE FR-2 Elester 4728765 [hecx  [Expors 250,820 385480 1.340 [LE00.00 | z144.000 0,000 |z1s4_000 2,144,000
B pmniel Iv LsT P-1041-B ain 0000 0.000 0,000 0200 0000 0.000 0,000
f_ Priel IV Elester [1515€051 fheck 110£27. 000 74111.200 2€525.700 0.080 0.000 [ z2e02 0se 0.000
T LsT E-1044-B fain 0.000 0.000 0.000 0400 0.000 0000 0.000 0.000
B prniez 1¥ LsT hs15€054 fheck 1114€3.200 85054500 223€8.300 0.080 | 1785. 464 0.000 |[17es.aes 0,000
B pric3 I¥ LsT P-1043-B fain 0000 0.000 0000 0_400 0.000 0_000 0.000 0000
L0 pniva IV LsT hs1s€030 [heck 286358200 zeaazz o0 23035. 900 0.080 | 1842.872 0.000 |[18sz 872 0.000
1 Pries IV LsT p-1042-B ain 0000 0.000 0,000 0200 0.000 0000 0.000 0,000
2 Pricd IV Elester 4778362 Iheck €198.750 £124_740 74.050 | 80.000 | 5824_000 0000 [sses_ooo 0000

Date:-07/02/2018

Joint Meter Reading
(JMR) Process

UJVN Limited Proprietary Information

October 1, 2018

Ver: 1

0

Classification : Internal

Page 13 of 31




>
accenture END USER DOCUMENT

5.No. Name Designation ISignature
pE, CHIBRO POWER STATION, UJVN LTD.

RSSISTANT EXECUTIVE ENGINEER, HPSEB LTD.

[ ]

2.7 PTCUL ACTIVE ENERGY PROCESS
We need to process PTCUL Active Energy by T-Code “ZPM4016”.
SAP

SO

Choose your option

Plant 1201 @

Month 9 September ~

Year 20173

Sl. No. Location of special energy meter Make of Meter Meter Serial No. Meter Type (Main/Che... Reading Type (Export/import/Net) Pre:

<> <>

BB HT BB

In the above screen click button to show the JMR details in change mode.
Joint Meter Reading UJVN Limited Proprietary Information October 1, 2018
(JMR) Process
Ver: 1.0 Classification : Internal Page 14 of 31




>
accenture

SAP
SO

Choose your option

END USER DOCUMENT

Meter Type (Main/Che...
Main

Check

Main

Check

Main

Main

Main
Main
Main
Main
Main
Main
Main
Main
Main

Reading Type (Export/import/Net)
Export
Export
Export
Export

button to show the JMR details in display mode.

Plant
Month 9 September ~
Year 2017
Sl. No. Location of special energy meter Make of Meter Meter Serial No.

CH-KH FDR-1 Elester 04728820
2 CH-KH FDR-1 Elester 04728866
3 CH-KH FDR-2 Elester 04728816
4 CH-KH FDR-2 Elester 04728765
5 DG Setl Kirloskar KIR-1
6 DG Set2 Kirloskar KIR-2
7 Declared Capacity
8 Excitation Systeml L&T NP-1048-B
9 Excitation System2 L&T NP-1049-B
10 Excitation System3 L&T NP-1050-B
11 Excitation System4 L&T NP-1051-B
12 SAT1 Secure SEC-1
13 SAT2 Secure SEC-2
14 UAT1 Elester 4728965
15 UAT2 L&T NP-1045-B
16 UAT3 L&T NP-1046-B
<>

LY BIGIBIGY AL
P
In the above screen click
SAP
PR I -
Choose your option

Plant D—'
Month 9 September v
Year 2017 @@
Sl. No.  Location of special energy meter Make of Meter Meter Serial No.
1 CH-KH FDR-1 Elester 04728820
2 CH-KH FDR-1 Elester 04728866
3 CH-KH FDR-2 Elester 04728816
4 CH-KH FDR-2 Elester 04728765
5 DG Setl Kirloskar KIR-1
6 DG Set2 Kirloskar KIR-2
7 Declared Capacity
8 Excitation Systeml L&T NP-1048-B
9 Excitation System2 L&T NP-1049-B
10 Excitation System3 L&T NP-1050-B
11 Excitation System4 L&T NP-1051-B
12 SAT1 Secure SEC-1
13 SAT2 Secure SEC—2
14 UAT1 Elester 4728965
a5 UAT2 L&T NP-1045-B
16 UAT3 L&T NP-1046-B
< >

In the above screen click

o

table “ZPMT 070 JMR_TOT”.

Meter Type (Main/Che...
Main

Check

Main

Check

Main

Main

Main
Main
Main
Main
Main
Main
Main
Main
Main

Reading Type (Export/import/Net)
Export
Export
Export
Export

Prey
30 ~
30 ¥
30
30
30
30
30
30
30
30
30
30
30
30
30 ~
30 »
<>

Pre

30 ~
30 v
30
30
30
30
30
30
30
30
30
30
30
30
30 ~
30 v
< >

button to approve the JMR details & save the results in the

Joint Meter Reading
(JMR) Process

UJVN Limited Proprietary Information

October 1, 2018

Ver: 1.0

Classification : Internal

Page 15 of 31




>
accenture

SAP
S80S

Choose your option

END USER DOCUMENT

LWL

Plant
Month 9 September ~
Year 2017 |3
Sl. No.  Location of special energy meter Make of Meter Meter Serial No. Meter Type (Main/Che... Reading Type (Export/import/Net) Pre
2 CH-KH FDR-1 Elester 04728820 Main Export 30 ~
4 CH-KH FDR-1 Elester 04728866 Check Export 30 w
6 CH-KH FDR-2 Elester 04728816 Main Export 30
8 CH-KH FDR-2 Elester 04728765 Check Export 30
10 DG Setl Kirloskar KIR-1 Main 30
) DG Set2 Kirloskar KIR-2 Main 30
14 Declared Capacity 30
16 Excitation Systeml L&T NP-1048-B Main 30
18 Excitation System2 L&T NP-1049-B Main 30
20 Excitation System3 L&T NP-1050-B Main 30
22 Excitation System4 L&T NP-1051-B Main 30
24 SAT1 Secure SEC=1 Main 30
26 SAT2 Secure SEC-2 Main 30
28 UAT1 Elester 4728965 Main 30
30 UAT2 L&T NP-1045-B Main 30 ~
32 UAT3 L&T NP-1046-B Main 30 v
< > < >
BB onlasn] BB
@ IMR report for the month approved successfully y ¥ | ECD (1) 120 ¥ | erpsrv | INS n" 4
e
In the above screen click button to print the JMR details.
Qutput Device LPO1
Frontend Printer ]| b [
Page selection
Spool Request No. Meter Type (Main/Che... Reading Type (Export/import/Net) Pre
Name SMART | SFP |CHAKRAVARTHY o MAIN EXPORT 30 ~
Title 6 CHECK EXPORT 30 v
Authorization 6 MAIN EXPORT 30
B CHECK EXPORT 30
Spool Control Number of Copies MAIN 30
' Print Now Number 1 MAIN 30
Delete After Output Group (1-1-1,2-2-2,3-3-3,...) 30
New Spool Request -B MAIN 30
Close Spool Request Cover Page Settings B MAIN 30
Spool Retention 8 Day(s) SAP cover page Do Not Print > ~B MAIN 30
Storage Mode 1 Print only v Recipient B MAIN 30
Department MAIN 30
MAIN 30
MAIN 30
GEPrint preview Seint |(Q | B MAIN 0 [
~B MAIN 30 w
< <
BRI 8Dl BB

In the above screen click

@ Print preview

-~ button to print the JMR details.

Joint Meter Reading
(JMR) Process

UJVN Limited Proprietary Information

October 1, 2018

Ver: 1.0

Classification : Internal

Page 16 of 31




>
accenture

END USER DOCUMENT

Print Preview of LPO1 Page 00001 of 00002

LWL

Month: September, 2017

Name of Power Station:- Chibro

Er. Parameter ake of 4 e Yo.Meter Export/ Present i t Readimg {.F. Fotal pe=sssment [fross Total fat
Ho. ete Fype Empozt/ (£
et kny
L [FH-EH FIR-1 Elest 472BB20 fain Export 1942.7%0 2802.220 41.5€0 [LEOD.OD [EE45E.000 0.000 [EE45€.000 €€, 45€.000
E [FH-EH FIR-1 Elester 4T7ZBBEE Fheck Export 1873.3%0 1831.840 41.550 LEDD. OO0 [EE2B0.000 0.000 [E€480.000 €€, 380.000
B FH-EH FIR-Z Elests 472B61€ fain Expozt 15€08.250 1530.3€0 28,530 LE0O.00 @TEEE.000 0.000 [g7888.000 47,8008.000
B [FH-EH FIR-2 Eleats 472BT7€E Fheck Export 229%3.150 22€63.210 29.940 LEOD.O0 @7504.000 0.000 [7504.000 47, 504.000
Date:07/02/2018
I5.No. MName Designation ISignature
RE, CHIBRO POWER STATION, UJVN LTD.
1
JUNIOR ENGINEER, O & M DIV., PTCU
2 ILTD.

2.8

PTCUL RE-ACTIVE ENERGY PROCESS

We need to process PTCUL Re-Active Energy by T-Code “ZPM4019”.

Joint Meter Reading
(JMR) Process

UJVN Limited Proprietary Information

October 1, 2018

Ver: 1.0

Classification : Internal

Page 17 of 31




>
accenture

SAP
AN =

Choose your option

END USER DOCUMENT

Plant 1201 @

Month 9 September ~

[

Sl. No.  Location of special energy meter

=3

|

finlan B

In the above screen click

SAP
R

Choose your option

Make of Meter Meter Serial No.

,,‘

Plant D—'

Month 9 September v
Year 2017 @@

Sl. No.  Location of special energy meter
1 CH-KH FDR-1

2 CH-KH FDR-1

3 CH-KH FDR-2

4 CH-KH FDR-2

5 DG Setl

6 DG Set2

7 Declared Capacity

8 Excitation Systeml

9 Excitation System2
10 Excitation System3
11 Excitation System4
12 SAT1

13 SAT2

14 UAT1

15 UAT2

16 UAT3

< > EEEE

BB oinlalnl B

In the above screen click

Make of Meter Meter Serial No.
Elester 04728820
Elester 04728866
Elester 04728816
Elester 04728765
Kirloskar KIR-1
Kirloskar KIR-2

L&T NP-1048-B
L&T NP-1049-B
L&T NP-1050-B
L&T NP-1051-B
Secure SEC-1
Secure SEC-2
Elester 4728965
L&T NP-1045-B
L&T NP-1046-B
pon

Meter Type (Main/Che... Reading Type (Export/import/Net)

Meter Type (Main/Che...

Main
Check
Main
Check
Main
Main

Main
Main
Main
Main
Main
Main
Main
Main
Main

button to show the JMR details in change mode.

Export
Export
Export
Export

button to show the JMR details in display mode.

Reading Type (Export/import/Net)

Joint Meter Reading
(JMR) Process

UJVN Limited Proprietary Information

October 1, 2018

Ver: 1.0

Classification : Internal

Page 18 of 31

Prey
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w

Prey

30 ~



>
accenture

kX

s 6 0

Choose your option

END USER DOCUMENT

.
i

LV

Plant 1201
Month 9 September ~
Year 2017 3
Sl. No. Location of special energy meter Make of Meter Meter Serial No. Meter Type (Main/Che... Reading Type (Export/import/Net) Pre:
1 CH-KH FDR-1 Elester 04728820 Main Export 30 ~
2 CH-KH FDR-1 Elester 04728866 Check Export 30 v
3 CH-KH FDR-2 Elester 04728816 Main Export 30
4 CH-KH FDR-2 Elester 04728765 Check Export 30
5 DG Setl Kirloskar KIR-1 Main 30
6 DG Set2 Kirloskar KIR-2 Main 30
7 Declared Capacity 30
8 Excitation Systeml L&T NP-1048-B Main 30
il Excitation System2 L&T NP-1049-B Main 30
10 Excitation System3 L&T NP-1050-B Main [ :30
11 Excitation System4 L&T NP-1051-B Main 30
2 SAT1 Secure SEC-1 Main 30
13 SAT2 Secure SEC-2 Main 30
14 UAT1 Elester 4728965 Main 30
15 UAT2 L&T NP-1045-B Main 30 ~
16 UAT3 L&T NP-1046-B Main 30 v
<> <>
BB AN B
In the above screen click button to approve the JMR details & save the results in the
table “ZPMT 070 JMR_TOT”.
KRN~
Choose your option
Plant 1201 |3
Month 9 September k4
Year 2017 @
Sl. No.  Location of special energy meter Make of Meter Meter Serial No. Meter Type (Main/Che... Reading Type (Export/import/Net) Pre:
2 CH-KH FDR-1 Elester 04728820 Main Export 30 ~
4 CH-KH FDR-1 Elester 04728866 Check Export 30 v
6 CH-KH FDR-2 Elester 04728816 Main Export 30
8 CH-KH FDR-2 Elester 04728765 Check Export 30
10 DG Setl Kirloskar KIR-1 Main 30
2 DG Set2 Kirloskar KIR-2 Main 30
14 Declared Capacity 30
16 Excitation Systeml L&T NP-1048-B Main 30
18 Excitation System2 L&T NP-1049-B Main 30
20 Excitation System3 LeT NP-1050-B Main [ 30
22 Excitation System4 L&T NP-1051-B Main 30
24 SAT1 Secure SEC-1 Main 30
26 SAT2 Secure SEC-2 Main 30
28 UAT1 Elester 4728965 Main 30
30 UAT2 L&T NP-1045-B Main 30 ~
32 UAT3 L&T NP-1046-B Main 30 v
< > < >
BB OInlalnl B
& MR report for the month approved successfully y » | ECD (1) 120 ¥ | erpsrv | INS ﬂ” 4
u

In the above screen click

button to print the JMR details.

Joint Meter Reading
(JMR) Process

UJVN Limited Proprietary Information

October 1, 2018

Ver: 1.0

Classification : Internal

Page 19 of 31




>
accenture

SAP

5 =
R -

END USER DOCUMENT

Qutput Device LPO1
Frontend Printer ]| b [
Page selection
Spool Request e
Name SMART | SFP |CHAKRAVARTHY )
Title 6
Authorization 6
B
Spool Control Number of Copies
+/ Print Now Number 1
Delete After Output Group (1-1-1,2-2-2,3-3-3,...)
New Spool Request -B
Close Spool Request Cover Page Settings -B
Spool Retention 8 Day(s) SAP cover page Do Not Print > B
Storage Mode 1 Print only v Recipient B
Department
GEPrint preview Seint |(Q | B
~B
<
BRI 8Dl BB

In the above

@ Print preview

LWL

Meter Type (Main/Che... Reading Type (Export/import/Net)
MAIN EXPORT

CHECK EXPORT

MAIN EXPORT

CHECK EXPORT

MAIN

MAIN

MAIN
MAIN
MAIN
MAIN
MAIN
MAIN
MAIN
MAIN
MAIN

screen click button to print the JMR details.

Print Preview of LPO1 Page 00001 of 00002

Archive Print and Archive

Pre
30 ~
30 v
30
30
30
30
30
30
30
30
30
30
30
30
30 ~
30 w
<>

Month: September, 2017

Name of Power Station:- Chibro

Br.[Fazameter ake of Meser Serial No.Meser Export/ Fresens i  Beading H.E. [Fotal Bosessment [Fross Tosal b=

Ko Sever Fype [mpore/ (if
et oy

L |[H-FH ER-1 Elester [4728820 HMain Expozt 525.1€0 532.560 2.600 [1600.00 | 4160.000 o.000 | 41e0.000 4,160.000

P FE-FE FER-1 Elestez [472886€ Iheck Expoze 286.150 286. €00 2.580 [1600.00 | 4144.000 0,000 4184 000 4,144,000

B [H-FE EDR-2 Elester [1472881€ bain Export 3z1.610 320.270 1.340 [L€00.00 | Z184.000 0.000 | z1s3 000 2,144.000

l fE-FE FmR-2 Elester [147287€3 Iheck Expore 250,820 28480 1.340 [LE00.00 | z144.000 0,000 |z1s4 000 2,144.000

Date:07/02Z/2018

Joint Meter Reading
(JMR) Process

UJVN Limited Proprietary Information

October 1, 2018

Ver: 1.0

Classification : Internal

Page 20 of 31
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END USER DOCUMENT

LWL

i5.No. Name

Designation

ISignature

RE, CHIBRO POWER STATION, UJVN LTD.

JUNIOR ENGINEER, O & M DIV., PTCU
ILTD.

2.9 PTCUL UNIT 220KV ACTIVE ENERGY PROCESS
We need to process PTCUL Unit 220kV Active Energy by T-Code “ZPM4018”.

SAP
KRR

Choose your option

Plant 1201 |3
Month 9 September k4
Year 20173

Sl. No.  Location of special energy meter

BB OINAINT BB

In the above screen click

Make of Meter Meter Serial No.

Meter Type (M... Reading Type ... Present Readi... Present Reading

button to show the JMR details in change mode.

Joint Meter Reading UJVN Limited Proprietary Information October 1, 2018
(JMR) Process
Ver: 1.0 Classification : Internal Page 21 of 31
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>
accenture

SAP

)

2

=

Choose your option

Plant
Month 9 September
Year 2017 ¢
SI. No.  Location of special energy meter Make of Meter Meter Serial No.
1 CH-KH FDR-1 Elester 04728820
2 CH-KH FDR-1 Elester 04728866
3 CH-KH FDR-2 Elester 04728816
4 CH-KH FDR-2 Elester 04728765
5 DG Setl Kirloskar KIR-1
6 DG Set2 Kirloskar KIR-2
7 Declared Capacity
8 Excitation Systeml L&T NP-1048-B
9 Excitation System2 L&T NP-1049-B
10 Excitation System3 L&T NP-1050-B
11 Excitation System4 L&T NP-1051-B
12 SAT1 Secure SEC-1
13 SAT2 Secure SEC-2
14 UAT1 Elester 4728965
<>
BB I8 Dhja8) B
pon
In the above screen click
SAP
e =
RACLIF L -

Choose your option

Plant

Month 9 September

Year 2017

Sl. No.  Location of special energy meter

1 CH-KH FDR-1

2 CH-KH FDR-1

3 CH-KH FDR-2

4 CH-KH FDR-2

5 DG Setl

(3] DG Set2

7 Declared Capacity

8 Excitation Systeml

9 Excitation System2

10 Excitation System3

11 Excitation System4

2 SAT1

13 SAT2

14 UAT1

< >
BIBOID[AIOE

END USER DOCUMENT

i
i

LV

Meter Type (M... Reading Type ... Present Readi...
Main Export 30.09.2017
Check Export 30.09.2017
Main Export 30.09.2017
Check Export 30.09.2017
Main 30.09.2017
Main 30.09.2017

30.09.2017
Main 30.09.2017
Main 30.09.2017
Main 30.09.2017
Main 30.09.2017
Main 30.09.2017
Main 30.09.2017
Main 30.09.2017

button to show the JMR details in display mode.

Make of Meter

Meter Serial No.

Elester 04728820
Elester 04728866
Elester 04728816
Elester 04728765
Kirloskar KIR-1
Kirloskar KIR-2

L&T NP-1048-B
L&T NP-1049-B
L&T NP-1050-B
L&T NP-1051-B
Secure SEC-1
Secure SEC-2
Elester 4728965

o

Meter Type (M... Reading Type ... Present Readi...
Main Export B8 B2 2Ly
Check Export 30.09.2017
Main Export 30.09.2017%
Check Export 30.09.2017
Main 30.09.2017
Main 30.09.2017

S0 20
Main S0SH9 2005,
Main 30.09.2017
Main 30.09.2017
Main 30.09.2017
Main 30.09.2017
Main 30.09.2017
Main 210 B2 2T

In the above screen click

table “ZPMT 070 JMR_TOT”.

Present Reading
2,943.790 ~
1;873.390 L
1,968.290
2,293.150
0.012

0.012

176.213
110.023
102.359
103.855
123.855
47.416

53.246 ~
511.634 v

Present Reading
25,9043 .00 ~
15813390 b
1,968.290
2203 Sth [
0.012

0.012

iib7.6 321

0 S023
102.359
103.855
1237055
47.416

53.246 ~
511.634 w

button to approve the JMR details & save the results in the

Joint Meter Reading
(JMR) Process

UJVN Limited Proprietary Information

October 1, 2018

Ver: 1.0

Classification : Internal
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>
accenture

SAP

-

=

Choose your option

END USER DOCUMENT

Make of Meter
Elester
Elester
Elester
Elester
Kirloskar
Kirloskar

Secure
Secure
Elester

Meter Serial No.

04728820
04728866
04728816
04728765
KIR-1
KIR-2

NP-1048-B
NP-1049-B
NP-1050-B
NP-1051-B
SEC-1
SEC-2
4728965

LWL

Meter Type (M... Reading Type ...
Main Export
Check
Main
Check
Main

Export
Export
Export

Main

Main
Main
Main
Main
Main
Main
Main

Present Readi...

30
30
30
30
30

=G93
2(B12)
()
~09.
(012),
30,
30,
30,
30.
S0
30,
30,
30,
30.

afisilcifclic)
(GGG IRGHRT]

ololo
[CIRTHRY:S

2017
2017
2017
2O
LT

- ZA0RLT)
=20
SZ2017
S0
20N
.2017
SZnLT)
<EORLT)
520N

Present Reading
2,943 .790 ~
HLoisisic il L
1,968.290
2895 08 SNl 5 ()
0.012

0.012

176-213
110.023

102 .359
103.855
123855

47 416

93.246 ~
SHLI S L4

Plant
Month 9 September
Year 2017 |3
Sl. No.  Location of special energy meter
1 CH-KH FDR-1
2 CH-KH FDR-1
3 CH-KH FDR-2
4 CH-KH FDR-2
5 DG Setl
6 DG Set2
7 Declared Capacity
8 Excitation Systeml
9 Excitation System2
10 Excitation System3
11 Excitation System4
) SAT1
3] SAT2
14 UAT1
< >

BB IDID]a[8]

@ IMR report for the month approved successfully

B E

¥ | ECD (1) 120 ¥ | erpsrv

INS o 4

Output Device LPO1
Frontend Printer ]| ~ [
Page selection
Spool Request
Name SMART SFP |CHAKRAVARTHY
Title No.
Authorization o
6
Spool Control Number of Copies 3
+/ Print Now Number 1 5
Delete After Output Group (1-1-1,2-2-2,3-3-3,...)
New Spool Request
Close Spool Request Cover Page Settings
Spool Retention 8 Day(s) SAP cover page Do Not Print ~ ~B
Storage Mode 1 Print only ~ Recipient ~B
Department B
B
@ Print preview 0
(3 |2
Z 2 7 L
BRI INa[N] B IE

In the above screen click

(=1 Print preview

Meter Type (M... Reading Type ... Present Readi... Present Reading

MAIN EXPORT B0 092 20057 12,5943 55790, ~

CHECK EXPORT 30..09.2017 11, 873. 390 w

MAIN EXPORT 30.09.2017 1,968.290

CHECK EXPORT 30.09.2017 2,293.150

MAIN 0709 520N E002

MAIN 30092019 102012
30092005 1156 .21 3

MAIN 30.09.2017 (110.023

MAIN SUR09E20 025359

MAIN 30.09.2017 103.855

MAIN 800920157 123 855

MAIN 30.09.2017 47.416

MAIN 30.09.2017 53 .246 ~

MAIN SOEO9E2 01 51634 v

<>

-/ button to print the JMR details.
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accenture

END USER DOCUMENT
Print Preview of LPO1 Page 00001 of 00001
nt

Name of Power Station:— Chibro
Month:September, 2017
Br.Parameter fake of feter Serial No.Meter Export/ Present i t Reading d.F. Fotal Peses=ment [Eross Total flet
Ho. feter Fype Empocs [if

fres kny)
L Pnitl HV Elester 728845 {ain 2105.210 2028.420 TE.780 B00.000 ROT1E.000 0.000 R071€.000 0.000
E Pnizl HV L&T Bize82% [heck 352445.500 275475.000 [f€5T70.500 0.400 B0786.3€0 0.000 B0766.3€0 0.000
g Pmnizi HV L&T 728858 {ain €75858.000 €18712.500 F1145.500 0.400 p4458.200 0.000 £4458.200 0.000
B  Pniz2 HV Elester 728822 Fhack 17€E. €20 1705.550 €1.080 B00.000 24422000 0.000 £4422.000 0.000
f Pniza HV L&T E726684€ {ain Lo17979%.700 $468154.500 9824, 800 0.400 E7925.520 0.000 E7929.920 0.000
E_Pnizd_HV Elester p728803 Fheck 1787220 1727_480 €5.740 H00.000 27BSE. 000 0.000 E78%€.000 0.000
7 Pnitd HV Elester 728805 {ain 1lE€4.720 1S8€.020 78.710 B00.000 21484.000 0.000 21484.000 0.000
P Pnizd HV Elester E7288€3 [heck 1€€0.0880 1562.220 78. €60 B00.000 B14€4.000 0.000 Bl4€4.000 0.000

Date:-07/02/2018

I5.No. Name Designation ISignature
RE, CHIBRO POWER STATION, UJVN LTD.

1
RSSISTANT EXECUTIVE ENGINEER, HPSEB LTD.
(JE, CHIBRO POWER STATION, UJVN LTD.

3

2.10 PTCUL UNIT 220KV RE-ACTIVE ENERGY PROCESS

We need to process PTCUL Unit 220kV Re-Active Energy by T-Code “ZPM4020”.

Joint Meter Reading
(JMR) Process

UJVN Limited Proprietary Information

October 1, 2018
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Classification : Internal
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accenture END USER DOCUMENT ﬁb:_,—/

SAP
R -

Choose your option

Plant 1201 @
Month 9 September ~

(s

SI. No.  Location of special energy meter Make of Meter Meter Serial No. Meter Type (M... Reading Type ... Present Readi... Present Reading
~
-
~
~

<> < r

In the above screen click button to show the JMR details in change mode.

SAP
R

Choose your option

Plant D—'

Month 9 September v

Year 2017 @@

Sl. No.  Location of special energy meter Make of Meter Meter Serial No. Meter Type (M... Reading Type ... Present Readi... Present Reading
CH-KH FDR-1 Elester 04728820 Main Export 30.09.2017 535.160 -~

2 CH-KH FDR-1 Elester 04728866 Check Export 30.09.2017 299.190 ~

3 CH-KH FDR-2 Elester 04728816 Main Export 30.09.2017 321.610

4 CH-KH FDR-2 Elester 04728765 Check Export 30.09.2017 390.820

5 DG Setl Kirloskar KIR-1 Main 30.09.2017

6 DG Set2 Kirloskar KIR-2 Main 30.09.2017

7 Declared Capacity 30.09.2017

8 Excitation Systeml L&T NP-1048-B Main 30.09.2017

9 Excitation System2 L&T NP-1049-B Main 30.09.2017

10 Excitation System3 L&T NP-1050-B Main 30.09.2017

11 Excitation System4 L&T NP-1051-B Main 30.09.2017

12 SAT1 Secure SEC-1 Main 30.09.2017

13 SAT2 Secure SEC-2 Main 30.09.2017 ~

14 UAT1 Elester 4728965 Main 30.09.2017 v

< > < >

BIBE ONala] |BIE

oo
In the above screen click button to show the JMR details in display mode.

Joint Meter Reading UJVN Limited Proprietary Information October 1, 2018
(JMR) Process
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accenture END USER DOCUMENT

SAP
R -

Choose your option

Plant

Month 9 September ~

Year 2017 @

Sl. No.  Location of special energy meter Make of Meter Meter Serial No. Meter Type (M... Reading Type ... Present Readi... Present Reading
1 CH-KH FDR-1 Elester 04728820 Main Export SI(Bek ZI0ALY 5155 - AL(s(0) ~
2 CH-KH FDR-1 Elester 04728866 Check Export 30.09.2017 (299.190 »
3 CH-KH FDR-2 Elester 04728816 Main Export 30.09.2017 321.610

4 CH-KH FDR-2 Elester 04728765 Check Export 30.09.2017 390.820

5 DG Setl Kirloskar [KIR—1 Main B0-09 201

6 DG Set2 Kirloskar KIR-2 Main BOE0O =205

7 Declared Capacity 30.09.2017

8 Excitation Systeml L&T NP-1048-B Main 3020920157

9 Excitation System2 L&T NP-1049-B Main S0 809 82 (5

10 Excitation System3 L&T NP-1050-B Main 30209520059

11 Excitation Systemé L&T NP-1051-B Main S009 2007

12 SAT1 Secure SEC-1 Main 30.09.2017

13 SAT2 Secure SEC-—2 Main B0-09 201 ~
14 UAT1 Elester 4728965 Main sl BC 2ol e/ -
< > . < >

BRI INA

*
)
|

o

In the above screen click button to approve the JMR details & save the results in the
table “ZPMT 070 JMR TOT”.

SAP

7 68 S0

Choose your option

Plant D_‘

Month 9 September ~

Year 20173

SI. No.  Location of special energy meter Make of Meter Meter Serial No. Meter Type (M... Reading Type ... Present Readi... Present Reading
CH-KH FDR-1 Elester 04728820 Main Export S0 @2 2T DG AL G0 ~

2 CH-KH FDR-1 Elester 04728866 Check Export 30.09.2017 299.190 »

3 CH-KH FDR-2 Elester 04728816 Main Export 30.09.2017 321.610

4 CH-KH FDR-2 Elester 04728765 Check Export 30.09.2017 390.820

5 DG Setl Kirloskar KIR-1 Main 30.09.2017

6 DG Set2 Kirloskar KIR-2 Main 30.09.2017

7 Declared Capacity 30.09.2017

8 Excitation Systeml L&T NP-1048-B Main 30.09.2017

9 Excitation System2 L&T NP-1049-B Main 20 B2 2T

10 Excitation System3 L&T NP-1050-B Main 30.09.2017

11 Excitation System4 L&T NP-1051-B Main 30.09.2017

12 SAT1 Secure SEC-1 Main 30.-09.2017

13 SAT2 Secure SEC-2 Main 30.09.2017 ~

14 UAT1 Elester 4728965 Main S0 @2 2Ly L

< > < >

BB I8 IDaj)] [EBIE
@ IMR report for the month approved successfully y ¥ | ECD (1) 120 ¥ | erpsrv | INS n" 4

In the above screen click button to print the JMR details.

Joint Meter Reading UJVN Limited Proprietary Information October 1, 2018
(JMR) Process
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SAP

END USER DOCUMENT

LWL

X
Qutput Device LPO1
Frontend Printer ]| b [
Page selection
Spool Request
Name SMART SFP | CHAKRAVARTHY
e No. Meter Type (M... Reading Type ... Present Readi... Present Reading
Authotization o MAIN EXPORT 30.09.2017 535.160 ~
6 CHECK EXPCRT 30.09.2017 (299.190 L
Spool Control Nombsr; 6fiCoples] 6 MAIN EXPORT 30.09.2017 321.610
+/ Print Now Number 1 5 CHECK EXPORT 30.09.2017 390.820
Delete After Output Group (1-1-1,2-2-2,3-3-3,...) MAIN 30.09.2017
New Spool Request MATIN 30.09.2017
Close Spool Request Cover Page Settings 30.09.2017
Spool Retention 8 Day(s) SAP cover page Do Not Print v ~B MAIN 30.09.2017
Storage Mode 1 Print only v Recipient -B MAIN 30.09.2017
Department B MATN 30.09.2017
~B MAIN 30.09.2017
MAIN 30.09.2017
GE)Print preview =pint | Q MAIN 30.09.2017 -~
= MAIN 30.09.2017 L4
< >
T = | &
BB DA ]E E E
In the above screen click button to print the JMR details.
Archive Print and Archive
Name of Power Station:- Chibro
Month: September, 2017
Br._[Parameter ake of Meter Serial No.Meter  Export/ Presenc Reading P. [Fatal Bosessment [ro=s Tetal et
Ha. Setax Fipe Frpozs/ (3£
=t ey
L Priel HV Elester 728845 ain 0.000 0.000 0.000 laoo. 000 0.000 0000 0.000 0.000
B pnivl BV LsT k728528 fheck 0000 0.000 0,000 0400 0.000 0.000 0.000 0.000
B pritz HV LsT 2728858 ain 0.000 0.000 0.000 0200 0.000 0000 0.000 0.000
i pmiez HV Elester 728822 [heck 0.000 0.000 0.000 laoo. 000 0.000 0000 0.000 0.000
B pmiva BV LsT k7zBE48 ain 0000 0.000 0,000 0400 0.000 0.000 0.000 0.000
 priea HV Elester 728802 Iheck 0.000 0.000 0.000 l200. 000 0.000 0000 0.000 0.000
[ Prits HV Elester 728805 ain 0.000 0.000 0.000 laoo. 000 0.000 0000 0.000 0.000
B pmivs BV Elester 728863 fheck 0. 000 0.000 0,000 200, 000 0.000 0.000 0.000 0.000

Date:-07/02/2018
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(JMR) Process
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accenture P

END USER DOCUMENT Sywnit

I5.No. Name Designation ISignature
¥, CHIBRO POWER STATION, UJVN LTD.

1
RSSISTANT EXECUTIVE ENGINEER, HPSEB LTD.

2.11 YAMUNA VALLEY GENERAL MANAGER OFFICE SUMMARY PROCESS
We need to process Yamuna Valley General Manager Office Summary by T-Code “ZPM4021”.

Summary Report of Yamuna Valley
@
Summary Report of Yamuna Valley

Month 9 September

Year D—‘

o
In the above screen click Q button to print the Summay for Yamuna Valley General Manager
Office.

Joint Meter Reading UJVN Limited Proprietary Information October 1, 2018
(JMR) Process
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accenture END USER DOCUMENT up.{u_,—/

SAP
@rE gy

Qutput Device LPO1
Frontend Printer ]| hd E
Page selection
Spool Request
Name SMART |SFP |CHAKRAVARTHY
Title
Authorization
Spool Control Number of Copies
+ Print Now Number 1
Delete After Output Group (1-1-1,2-2-2,3-3-3,...)
New Spool Request
Close Spool Request Cover Page Settings
Spool Retention 8 Day(s) SAP cover page Do Not Print ~
Storage Mode 1 Print only v Recipient
Department

@Print preview | ';-Print | 0 |

. @ Print preview _
In the above screen click - - button to print the Summay for
Yamuna Valley General Manager Office.

Joint Meter Reading UJVN Limited Proprietary Information October 1, 2018
(JMR) Process
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,ﬁraébf
accenture END USER DOCUMENT ujfm_,—/
Print Preview of LPO1 Page 00001 of 00001

A~k -1 b A W=
Archive Print and Archive
// [ RS HIPR w 3UPH)
UJVN Limited
LRl (& Govt. of Uttarakhand Enterprise)
FA HET=EE | "E"_Tr‘f' . B Yo, SRFR-Z2 48125 ([ IW0@E) , TYM: 012€0-222092,F: 01260-2221&0
Office of General Manager [Yamuna Valley) ,Vidyut Bhawan, Dakpathar-24B8125 (Uttarakhand} , Phone: 013€0-22205%2, Fax: 013E€0-2221€0

Email:gm.yvEujvnl.com
CIN No.40101U0R2001S8GCOZ5866

No. Dated: 07 February,2018
Director (Inter State),

132 KV Sub-Staticon Building,

HPSEB Ltd., Totu,

Shimla-171011(H.P.)

FAX No.0177-28389801

Sub—-Generation Data under Yamuna Valley Projects for month of September Z017.

Reading at 00.00 Hrs. on 1/9/2017 Figures in M.U.
51.No. [MName of Botual puxiliary MNet HPSEE Share Remark
P.S. Ceneration [Consumption |Feneration
R1.5%
1 Chibro £5%
115.466903 [1.732004 113.734899 [28.433725
Z Khodri £5%
0.000000 0.000000 0.000000 0.000000
3 Dhakrani £5%
0.000000 0.000000 0.000000 0.000000
4 Dhalipur C5%
0.000000 0.000000 0.000000 0.000000
Joint Meter Reading UJVN Limited Proprietary Information October 1, 2018
(JMR) Process
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END USER DOCUMENT LV L

) Fulhal 0%
0.000000 0.000000 0.000000 0.000000

Note:-The auxiliary consumption is @1.5% of Actual Generation.

General Manager

No. of dated 07 February,2018.

Copy forwarded thru fax to the following for information:-

1-Senior Engineer (Commercial),Northern Regional Load Dispatch Center, 18-2,
Shaheed Jeet Singh,Sansanwal Marg,Katwaria Saria,New Delhi-110016. (FAX:
011-26852747)

Z-Exeutive Engineer (Commercial),Northern Regional Electricity Board, 18-3,
Shaheed Jeet Singh,Sansanwal Marg,Katwaria Saria, New
Delhi-11001¢6. (FAX:011-26865206/265263€61)

General Manager

TSR FOE0: U I, OE T THe Te TF, FTORA-2 40006 [ TANEE) , @YW-0125-2 762008, FR-0125-27 £2508
Begd. Office:"Uijwal®, Maharani Bagh,.M.3_PBoad, Dehradun-24B00€ [Uttarakhand) , Phone-0125-27€26808, Fax—0135-27€2508,

website:www.ujvanl.com
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