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1 CHIBRO 4x60=240 0.298 0.201 0.312 PO 0.812 3.295 674.062 0.000 160 67 67 0.526 Unit 4 is in CM since 28.12.2023

2 KHODRI 4x 30 = 120 0.158 0.155 0.092 PO 0.404 1.631 323.789 0.000 77 65 64 0.247 Unit 4 is in AM since 27.12.2023

3 DHAKRANI 3x11.25=33.75 0.098 PO 0.090 0.188 0.730 98.242 0.000 17 51 51 0.052 Unit 2 is in AM since 15.12.2023

4 DHALIPUR 3x17 = 51 0.179 PO 0.116 0.295 1.211 124.095 0.000 30 59 59 0.110 Unit 2 is in AM since 15.12.2023

5 KULHAL 3x 10= 30 0.181 0.068 PO  0.249 0.991 106.071 0.000 20 67 67 0.058  Unit 3 is in AM since 09.11.2023

6 TILOTH
(MB-I)

3x30=90 0.513 0.103 0.109 0.725 2.899 426.425 0.000 95 106 106 0.290

7 DHARASU
(MB-II)

4x 76 = 304 PO 0.273 0.248 0.813 1.334 5.387 1108.237 0.000 226 75 75 0.679 Unit 1 is in AM since 23.12.2023

8 CHILLA 4x 36 = 144 0.591 PO 0.629 0.504 1.724 6.953 561.694 0.000 80 56 57 0.237 Unit 2 is in AM since 31.12.2023                                                                                                                                

9 RAMGANGA 3x 66 = 198 PO RO RO 0.000 1.768 178.294 0.000 0 0 13 0.000 Unit 1 is in CM since 27.07.2023                                                                                                                                                                                            

10 KHATIMA 3x 13.8 =41.40 0.242 0.157 PO 0.399 1.453 170.593 0.000 25 61 52 0.091 Unit 3 is in AM since 19.12.2023

11 PATHRI 3x6.8=20.4 0.130 RO 0.126 0.256 1.020 81.629 0.000 11.2 0.058

12 MOHD. PUR 3x 3.1 =9.30 0.071 PO 0.065 0.136 0.554 33.888 0.000 5.9 0.022  Unit 2 is in CM since 24.10.2023                                                                                                                                

13 GALOGI 3X1+0.5 = 3.5 RO RO RO 0.021 0.021 0.084 6.390 0.000 0.8 0.002

14 DUNAO 2x.75=1.5 RO 0.012 0.012 0.047 2.648 0.000 0.5 0.003

15 PILANG GAD 2x1.125=2.25 0.013 0.013 0.026 0.099 6.177 0.000 1.1 0.007

16 URGAM 2x1.5=3.00 RO RO 0.000 0.000 2.304 0.000 0.0 0.000

17 KALIGANGA-I 2x2=4.00 RO 0.021  0.021 0.079 12.793   0.000 1.0 0.006

18 VYASI 2x60=120 RO 0.187 0.187 0.716 286.527 0.000 60 0.187

19 KALIGANGA-II 2x2.25=4.5 0.023 0.018 0.041 0.161 17.449 0.000 1.9 0.011

1420.60 6.831 29.076 4221.306 0.000 0.000 0.000 0.000 0.000 0.000 0.000 811.93 2.586

Dy. General Manager (Technical)

 AM - Annual Maintenance, CM-Capital Maintenance, PO - Planned Outage, RO - Reserve Outage, FO - Forced Outage, RMU - Renovation, Modernization and Upgradation, T & C-Testing & Commissioning

Distributed to:-   Chairman /Secretary(Energy) Govt of Uttrakhand.

MD UJVNL/MD UPCL

Director(Operation) /Director(Project)/Director(Finance)/ Director(HR)
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