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1 CHIBRO 4x60=240 0.311 0.316 0.182 PO 0.810 7.357 678.124 0.000 160 67 67 0.521 Unit 4 is in CM since 28.12.2023

2 KHODRI 4x 30 = 120 0.147 0.156 0.101 PO 0.404 3.648 325.805 0.000 77 65 65 0.247 Unit 4 is in AM since 27.12.2023

3 DHAKRANI 3x11.25=33.75 0.093 PO 0.098 0.191 1.601 99.113 0.000 17 51 51 0.054 Unit 2 is in AM since 15.12.2023

4 DHALIPUR 3x17 = 51 0.101 PO 0.214 0.315 2.668 125.552 0.000 30 59 60 0.108 Unit 2 is in AM since 15.12.2023

5 KULHAL 3x 10= 30 0.177 0.069 PO  0.246 2.175 107.255 0.000 20 67 67 0.055  Unit 3 is in AM since 09.11.2023

6 TILOTH
(MB-I)

3x30=90 0.512 0.098 0.113 0.723 6.450 429.976 0.000 95 106 106 0.290

7 DHARASU
(MB-II)

4x 76 = 304 PO 0.380 0.244 0.642 1.266 11.799 1114.649 0.000 226 75 75 0.679 Unit 1 is in AM since 23.12.2023

8 CHILLA 4x 36 = 144 RO PO RO RO 0.000 13.559 568.300 1.501 1.501 0 0 50 0.000 Unit 2 is in AM since 31.12.2023                                                                                                                                
Due to searching of Dead body

9 RAMGANGA 3x 66 = 198 PO 0.949 0.960 1.909 4.437 180.963 0.000 80 41 15 1.909 Unit 1 is in CM since 27.07.2023                                                                                                                                                                                            

10 KHATIMA 3x 13.8 =41.40 0.325 0.115 PO 0.440 3.595 172.735 0.000 13 32 48 0.105 Unit 3 is in AM since 19.12.2023

11 PATHRI 3x6.8=20.4 0.135 RO 0.134 0.269 2.395 83.004 0.000 13.3 0.056

12 MOHD. PUR 3x 3.1 =9.30 0.069 PO 0.064 0.133 1.221 34.555 0.000 5.7 0.024  Unit 2 is in CM since 24.10.2023                                                                                                                                

13 GALOGI 3X1+0.5 = 3.5 RO RO RO 0.021 0.021 0.188 6.495 0.000 0.8 0.002

14 DUNAO 2x.75=1.5 0.004 0.007 0.011 0.102 2.704 0.000 0.5 0.003

15 PILANG GAD 2x1.125=2.25 0.013 0.013 0.026 0.227 6.305 0.000 1.1 0.006

16 URGAM 2x1.5=3.00 RO RO 0.000 0.000 2.304 0.000 0.0 0.000

17 KALIGANGA-I 2x2=4.00 RO 0.018  0.018 0.143 12.857   0.000 0.9 0.005

18 VYASI 2x60=120 0.306 RO 0.306 1.813 287.625 0.000 60 0.306

19 KALIGANGA-II 2x2.25=4.5 RO 0.036 0.036 0.353 17.641 0.000 1.9 0.011

1420.60 7.124 63.730 4255.960 0.000 0.000 0.000 0.000 0.000 1.501 1.501 801.73 4.381

Dy. General Manager (Technical)

 AM - Annual Maintenance, CM-Capital Maintenance, PO - Planned Outage, RO - Reserve Outage, FO - Forced Outage, RMU - Renovation, Modernization and Upgradation, T & C-Testing & Commissioning

Distributed to:-   Chairman /Secretary(Energy) Govt of Uttrakhand.

MD UJVNL/MD UPCL

Director(Operation) /Director(Project)/Director(Finance)/ Director(HR)
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