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1 CHIBRO 4x60=240 0.330 0.349 PO PO 0.678 20.229 690.995 0.000 105 44 67 0.342 Unit 4 is in CM since 28.12.2023                                                                                                                           
Unit 3 is AM since 25.01.2024

2 KHODRI 4x 30 = 120 0.187 0.168 PO PO 0.355 10.079 332.237 0.000 54 45 64 0.185 Unit 4 is in AM since 27.12.2023                                                                                                                                        
Unit 3 is AM since 25.01.2024

3 DHAKRANI 3x11.25=33.75 0.102 0.041 PO 0.143 4.285 101.796 0.000 18 54 52 0.052 Unit 3 is in AM since 23.01.2024

4 DHALIPUR 3x17 = 51 0.068 RO 0.165 0.234 7.179 130.063 0.000 32 63 61 0.101

5 KULHAL 3x 10= 30 0.159 0.047 PO  0.206 5.925 111.005 0.000 20 67 67 0.050  Unit 3 is in AM since 09.11.2023

6 TILOTH
(MB-I)

3x30=90 0.409 0.098 0.114 0.621 17.627 441.153 0.000 95 106 106 0.289

7 DHARASU
(MB-II)

4x 76 = 304 PO 0.595 0.242 0.276 1.113 32.195 1135.045 0.000 228 76 74 0.684 Unit 1 is in AM since 23.12.2023

8 CHILLA 4x 36 = 144 0.651 PO 0.549 0.550 1.750 39.394 594.135 0.000 85 60 52 0.256 Unit 2 is in AM since 31.12.2023                                                                                                                               

9 RAMGANGA 3x 66 = 198 PO 1.176 1.246 2.422 28.999 205.525 0.000 100 51 27 2.422 Unit 1 is in CM since 27.07.2023                                                                                                                                                                                            

10 KHATIMA 3x 13.8 =41.40 0.219 0.159 PO 0.378 10.567 179.707 0.000 16 39 48 0.085 Unit 3 is in AM since 19.12.2023

11 PATHRI 3x6.8=20.4 0.109 0.111 0.108 0.328 7.925 88.534 0.000 14.9 0.062

12 MOHD. PUR 3x 3.1 =9.30 0.069 PO 0.064 0.132 3.434 36.769 0.000 5.7 0.030  Unit 2 is in CM since 24.10.2023                                                                                                                                

13 GALOGI 3X1+0.5 = 3.5 RO 0.0002 RO 0.010 0.010 0.503 6.809 0.009 0.009 0.8 0.002 Due to Bus bar problem in Unit 4

14 DUNAO 2x.75=1.5 0.006 0.003 0.009 0.276 2.877 0.000 0.4 0.002

15 PILANG GAD 2x1.125=2.25 RO 0.024 0.024 0.559 6.637 0.000 1.0 0.006

16 URGAM 2x1.5=3.00 RO RO 0.000 0.000 2.304 0.000 0.0 0.000

17 KALIGANGA-I 2x2=4.00 RO 0.018  0.018 0.456 13.169   0.000 0.8 0.005

18 VYASI 2x60=120 RO 0.183 0.183 5.013 290.824 0.000 60 0.183

19 KALIGANGA-II 2x2.25=4.5 RO 0.034 0.034 0.967 18.255 0.000 1.5 0.009

1420.60 8.636 195.610 4387.840 0.009 0.000 0.000 0.000 0.000 0.000 0.009 837.60 4.766

Dy. General Manager (Technical)

 AM - Annual Maintenance, CM-Capital Maintenance, PO - Planned Outage, RO - Reserve Outage, FO - Forced Outage, RMU - Renovation, Modernization and Upgradation, T & C-Testing & Commissioning

Distributed to:-   Chairman /Secretary(Energy) Govt of Uttrakhand.

MD UJVNL/MD UPCL

Director(Operation) /Director(Project)/Director(Finance)/ Director(HR)
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