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1 CHIBRO 4x60=240 0.340 0.190 0.278 PO 0.809 6.547 677.314 0.000 160 67 67 0.520 Unit 4 is in CM since 28.12.2023

2 KHODRI 4x 30 = 120 0.157 0.100 0.145 PO 0.401 3.244 325.401 0.000 77 65 64 0.245 Unit 4 is in AM since 27.12.2023

3 DHAKRANI 3x11.25=33.75 0.130 PO 0.046 0.176 1.410 98.922 0.000 17 51 51 0.055 Unit 2 is in AM since 15.12.2023

4 DHALIPUR 3x17 = 51 0.072 PO 0.224 0.296 2.352 125.237 0.000 30 59 60 0.110 Unit 2 is in AM since 15.12.2023

5 KULHAL 3x 10= 30 0.190 0.054 PO  0.244 1.929 107.009 0.000 20 67 67 0.055  Unit 3 is in AM since 09.11.2023

6 TILOTH
(MB-I)

3x30=90 0.521 0.097 0.115 0.734 5.727 429.253 0.000 95 106 106 0.289

7 DHARASU
(MB-II)

4x 76 = 304 PO 0.514 0.245 0.626 1.385 10.533 1113.383 0.000 226 75 75 0.678 Unit 1 is in AM since 23.12.2023

8 CHILLA 4x 36 = 144 0.563 PO 0.527 0.432 1.522 13.559 568.300 0.252 0.252 80 56 56 0.265 Unit 2 is in AM since 31.12.2023                                                                                                                                
Due to searching of Dead body

9 RAMGANGA 3x 66 = 198 PO 0.380 0.380 0.760 2.528 179.054 0.000 80 41 12 0.760 Unit 1 is in CM since 27.07.2023                                                                                                                                                                                            

10 KHATIMA 3x 13.8 =41.40 0.275 0.151 PO 0.426 3.155 172.295 0.000 17 41 50 0.102 Unit 3 is in AM since 19.12.2023

11 PATHRI 3x6.8=20.4 0.138 RO 0.142 0.280 2.126 82.735 0.000 12.5 0.055

12 MOHD. PUR 3x 3.1 =9.30 0.069 PO 0.064 0.133 1.088 34.422 0.000 5.7 0.021  Unit 2 is in CM since 24.10.2023                                                                                                                                

13 GALOGI 3X1+0.5 = 3.5 RO RO RO 0.021 0.021 0.167 6.474 0.000 0.8 0.002

14 DUNAO 2x.75=1.5 0.008 0.003 0.011 0.091 2.693 0.000 0.5 0.003

15 PILANG GAD 2x1.125=2.25 0.012 0.013 0.025 0.201 6.279 0.000 1.1 0.006

16 URGAM 2x1.5=3.00 RO RO 0.000 0.000 2.304 0.000 0.0 0.000

17 KALIGANGA-I 2x2=4.00 RO 0.017  0.017 0.125 12.839   0.000 0.9 0.005

18 VYASI 2x60=120 RO 0.244 0.244 1.508 287.319 0.000 60 0.244

19 KALIGANGA-II 2x2.25=4.5 0.017 0.023 0.039 0.317 17.605 0.000 1.9 0.011

1420.60 7.524 56.606 4248.836 0.000 0.000 0.000 0.000 0.000 0.252 0.252 884.93 3.426

Dy. General Manager (Technical)

 AM - Annual Maintenance, CM-Capital Maintenance, PO - Planned Outage, RO - Reserve Outage, FO - Forced Outage, RMU - Renovation, Modernization and Upgradation, T & C-Testing & Commissioning

Distributed to:-   Chairman /Secretary(Energy) Govt of Uttrakhand.

MD UJVNL/MD UPCL

Director(Operation) /Director(Project)/Director(Finance)/ Director(HR)
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