
Reporting  Date 23 January - 2024                                                                            
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1 CHIBRO 4x60=240 0.259 0.204 0.280 PO 0.743 17.422 688.188 0.000 160 67 67 0.520 Unit 4 is in CM since 28.12.2023

2 KHODRI 4x 30 = 120 0.152 0.132 0.087 PO 0.371 8.672 330.829 0.000 78 66 65 0.250 Unit 4 is in AM since 27.12.2023

3 DHAKRANI 3x11.25=33.75 0.114 FO 0.041 0.155 3.707 101.219 0.000 18 54 51 0.052 Unit 2 is in FO due to Stator E/F

4 DHALIPUR 3x17 = 51 0.099 0.083 0.078 0.260 6.213 129.098 0.000 32 63 61 0.105

5 KULHAL 3x 10= 30 0.175 0.039 PO  0.214 5.115 110.196 0.000 20 67 67 0.051  Unit 3 is in AM since 09.11.2023

6 TILOTH
(MB-I)

3x30=90 0.395 0.098 0.113 0.607 15.059 438.585 0.000 95 106 106 0.290

7 DHARASU
(MB-II)

4x 76 = 304 PO 0.616 0.238 0.269 1.123 27.574 1130.424 0.000 228 76 74 0.685 Unit 1 is in AM since 23.12.2023

8 CHILLA 4x 36 = 144 0.716 PO 0.533 0.589 1.838 32.476 587.217 0.000 86 60 50 0.325 Unit 2 is in AM since 31.12.2023                                                                                                                                

9 RAMGANGA 3x 66 = 198 PO 1.176 1.246 2.422 19.311 195.837 0.000 100 51 22 2.422 Unit 1 is in CM since 27.07.2023                                                                                                                                                                                            

10 KHATIMA 3x 13.8 =41.40 0.142 0.269 PO 0.411 8.982 178.122 0.000 23 56 50 0.145 Unit 3 is in AM since 19.12.2023

11 PATHRI 3x6.8=20.4 0.107 0.115 0.111 0.332 6.626 87.235 0.000 14.5 0.065

12 MOHD. PUR 3x 3.1 =9.30 0.069 PO 0.065 0.134 2.903 36.237 0.000 5.7 0.031  Unit 2 is in CM since 24.10.2023                                                                                                                                

13 GALOGI 3X1+0.5 = 3.5 RO RO RO 0.020 0.020 0.438 6.745 0.000 0.8 0.002

14 DUNAO 2x.75=1.5 0.005 0.005 0.010 0.236 2.838 0.000 0.4 0.003

15 PILANG GAD 2x1.125=2.25 RO 0.022 0.022 0.467 6.545 0.000 1.1 0.006

16 URGAM 2x1.5=3.00 RO RO 0.000 0.000 2.304 0.000 0.0 0.000

17 KALIGANGA-I 2x2=4.00 RO 0.018  0.018 0.384 13.098   0.000 0.8 0.004

18 VYASI 2x60=120 0.186 RO 0.186 4.267 290.078 0.000 60 0.186

19 KALIGANGA-II 2x2.25=4.5 RO 0.035 0.035 0.830 18.118 0.000 1.6 0.008

1420.60 8.900 160.682 4352.912 0.000 0.000 0.000 0.000 0.000 0.000 0.000 924.40 5.150

Dy. General Manager (Technical)
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 AM - Annual Maintenance, CM-Capital Maintenance, PO - Planned Outage, RO - Reserve Outage, FO - Forced Outage, RMU - Renovation, Modernization and Upgradation, T & C-Testing & Commissioning

Distributed to:-   Chairman /Secretary(Energy) Govt of Uttrakhand.

MD UJVNL/MD UPCL

Director(Operation) /Director(Project)/Director(Finance)/ Director(HR)


