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1 CHIBRO 4x60=240 0.209 0.296 0.298 PO 0.803 2.483 673.250 0.000 160 67 67 0.520 Unit 4 is in CM since 28.12.2023

2 KHODRI 4x 30 = 120 0.157 0.149 0.092 PO 0.398 1.227 323.385 0.000 76 64 64 0.242 Unit 4 is in AM since 27.12.2023

3 DHAKRANI 3x11.25=33.75 0.135 PO 0.055 0.190 0.542 98.054 0.000 17 51 51 0.050 Unit 2 is in AM since 15.12.2023

4 DHALIPUR 3x17 = 51 0.228 PO 0.085 0.314 0.916 123.800 0.000 30 59 59 0.115 Unit 2 is in AM since 15.12.2023

5 KULHAL 3x 10= 30 0.184 0.063 PO  0.247 0.741 105.821 0.000 20 67 67 0.060  Unit 3 is in AM since 09.11.2023

6 TILOTH
(MB-I)

3x30=90 0.512 0.108 0.103 0.724 2.174 425.700 0.000 95 106 106 0.285

7 DHARASU
(MB-II)

4x 76 = 304 PO 0.321 0.344 0.637 1.302 4.053 1106.903 0.000 226 75 75 0.675 Unit 1 is in AM since 23.12.2023

8 CHILLA 4x 36 = 144 0.623 PO 0.583 0.528 1.734 5.229 559.970 0.000 80 56 58 0.274 Unit 2 is in AM since 31.12.2023                                                                                                                                

9 RAMGANGA 3x 66 = 198 PO RO RO 0.000 1.768 178.294 0.000 0 0 17 0.000 Unit 1 is in CM since 27.07.2023                                                                                                                                                                                            

10 KHATIMA 3x 13.8 =41.40 0.332 0.054 PO 0.386 1.054 170.194 0.000 21 51 50 0.095 Unit 3 is in AM since 19.12.2023

11 PATHRI 3x6.8=20.4 0.127 RO 0.124 0.251 0.764 81.373 0.000 11.5 0.060

12 MOHD. PUR 3x 3.1 =9.30 0.073 PO 0.067 0.140 0.417 33.752 0.006 0.006 5.8 0.023  Unit 2 is in CM since 24.10.2023                                                                                                                                

13 GALOGI 3X1+0.5 = 3.5 RO RO RO 0.021 0.021 0.063 6.369 0.000 0.8 0.002

14 DUNAO 2x.75=1.5 0.006 0.005 0.012 0.035 2.636 0.000 0.5 0.003

15 PILANG GAD 2x1.125=2.25 0.009 0.013 0.022 0.073 6.152 0.000 1.1 0.006

16 URGAM 2x1.5=3.00 RO RO 0.000 0.000 2.304 0.000 0.0 0.000

17 KALIGANGA-I 2x2=4.00 RO 0.021  0.021 0.058 12.772   0.000 1.1 0.006

18 VYASI 2x60=120 0.177 RO 0.177 0.528 286.340 0.000 60 0.177

19 KALIGANGA-II 2x2.25=4.5 RO 0.043 0.043 0.120 17.408 0.000 2.0 0.011

1420.60 6.785 22.245 4214.475 0.000 0.000 0.000 0.000 0.006 0.000 0.006 807.28 2.605

Dy. General Manager (Technical)

 AM - Annual Maintenance, CM-Capital Maintenance, PO - Planned Outage, RO - Reserve Outage, FO - Forced Outage, RMU - Renovation, Modernization and Upgradation, T & C-Testing & Commissioning

Distributed to:-   Chairman /Secretary(Energy) Govt of Uttrakhand.

MD UJVNL/MD UPCL

Director(Operation) /Director(Project)/Director(Finance)/ Director(HR)
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