
Reporting  Date 15 January - 2024                                                                            
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1 CHIBRO 4x60=240 0.181 0.305 0.351 PO 0.836 11.379 682.145 0.000 160 67 67 0.511 Unit 4 is in CM since 28.12.2023

2 KHODRI 4x 30 = 120 0.189 0.181 0.053 PO 0.423 5.659 327.817 0.000 77 65 65 0.248 Unit 4 is in AM since 27.12.2023

3 DHAKRANI 3x11.25=33.75 0.077 PO 0.100 0.177 2.489 100.001 0.000 17 51 51 0.051 Unit 2 is in AM since 15.12.2023

4 DHALIPUR 3x17 = 51 0.098 PO 0.188 0.286 4.093 126.977 0.000 30 59 60 0.103 Unit 2 is in AM since 15.12.2023                                                                                                                          

5 KULHAL 3x 10= 30 0.166 0.066 PO  0.232 3.324 108.404 0.000 20 67 67 0.050  Unit 3 is in AM since 09.11.2023

6 TILOTH
(MB-I)

3x30=90 0.509 0.096 0.102 0.706 9.859 433.385 0.000 95 106 106 0.289

7 DHARASU
(MB-II)

4x 76 = 304 PO 0.329 0.241 0.656 1.226 17.960 1120.810 0.000 228 76 75 0.661 Unit 1 is in AM since 23.12.2023

8 CHILLA 4x 36 = 144 0.545 PO 0.611 0.535 1.691 19.065 573.806 0.000 74 52 47 0.210 Unit 2 is in AM since 31.12.2023                                                                                                                                

9 RAMGANGA 3x 66 = 198 PO RO RO 0.000 7.739 184.265 0.000 0 0 15 0.000 Unit 1 is in CM since 27.07.2023                                                                                                                                                                                            

10 KHATIMA 3x 13.8 =41.40 0.348 RO PO 0.348 5.706 174.846 0.000 15 37 48 0.102 Unit 3 is in AM since 19.12.2023

11 PATHRI 3x6.8=20.4 0.109 0.113 0.106 0.328 3.966 84.575 0.000 14.6 0.051

12 MOHD. PUR 3x 3.1 =9.30 0.066 PO 0.061 0.127 1.867 35.201 0.005 0.005 5.9 0.022  Unit 2 is in CM since 24.10.2023                                                                                                                                
Due to Grid supply fail

13 GALOGI 3X1+0.5 = 3.5 RO RO RO 0.020 0.020 0.289 6.596 0.000 0.8 0.002

14 DUNAO 2x.75=1.5 0.005 0.005 0.011 0.155 2.757 0.000 0.4 0.003

15 PILANG GAD 2x1.125=2.25 RO 0.023 0.023 0.292 6.371 0.000 1.0 0.006

16 URGAM 2x1.5=3.00 RO RO 0.000 0.000 2.304 0.000 0.0 0.000

17 KALIGANGA-I 2x2=4.00 RO 0.018  0.018 0.240 12.953   0.000 0.9 0.005

18 VYASI 2x60=120 RO 0.184 0.184 2.794 288.606 0.000 60 0.184

19 KALIGANGA-II 2x2.25=4.5 0.021 0.014 0.035 0.539 17.827 0.000 1.7 0.010

1420.60 6.673 97.417 4289.647 0.000 0.005 0.000 0.000 0.000 0.000 0.005 800.80 2.508

Dy. General Manager (Technical)
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 AM - Annual Maintenance, CM-Capital Maintenance, PO - Planned Outage, RO - Reserve Outage, FO - Forced Outage, RMU - Renovation, Modernization and Upgradation, T & C-Testing & Commissioning

Distributed to:-   Chairman /Secretary(Energy) Govt of Uttrakhand.

MD UJVNL/MD UPCL

Director(Operation) /Director(Project)/Director(Finance)/ Director(HR)


