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1 CHIBRO 4x60=240 0.198 0.332 0.178 PO 0.708 19.550 690.317 0.000 160 67 67 0.522 Unit 4 is in CM since 28.12.2023

2 KHODRI 4x 30 = 120 0.099 0.163 0.085 PO 0.348 9.724 331.882 0.000 76 64 65 0.247 Unit 4 is in AM since 27.12.2023

3 DHAKRANI 3x11.25=33.75 0.097 0.042 PO 0.139 4.142 101.654 0.000 18 54 52 0.052 Unit 3 is in AM since 23.01.2024

4 DHALIPUR 3x17 = 51 0.066 0.002 0.158 0.227 6.945 129.829 0.002 0.002 32 63 61 0.107 Due to Tripping of Unit 2

5 KULHAL 3x 10= 30 0.145 0.043 PO  0.188 5.719 110.799 0.000 20 67 67 0.050  Unit 3 is in AM since 09.11.2023

6 TILOTH
(MB-I)

3x30=90 0.374 0.100 0.113 0.587 17.006 440.532 0.000 95 106 106 0.290

7 DHARASU
(MB-II)

4x 76 = 304 PO 0.412 0.240 0.469 1.121 31.082 1133.932 0.000 228 76 74 0.684 Unit 1 is in AM since 23.12.2023

8 CHILLA 4x 36 = 144 0.642 PO 0.548 0.576 1.766 37.644 592.385 0.000 86 60 51 0.418 Unit 2 is in AM since 31.12.2023                                                                                                                               

9 RAMGANGA 3x 66 = 198 PO 1.176 1.246 2.422 26.577 203.103 0.000 100 51 26 2.422 Unit 1 is in CM since 27.07.2023                                                                                                                                                                                            

10 KHATIMA 3x 13.8 =41.40 0.210 0.191 PO 0.401 10.189 179.329 0.000 13 32 49 0.078 Unit 3 is in AM since 19.12.2023

11 PATHRI 3x6.8=20.4 0.111 0.112 0.108 0.331 7.597 88.206 0.000 16.5 0.061

12 MOHD. PUR 3x 3.1 =9.30 0.070 PO 0.065 0.135 3.302 36.636 0.000 5.8 0.031  Unit 2 is in CM since 24.10.2023                                                                                                                                

13 GALOGI 3X1+0.5 = 3.5 RO RO RO 0.015 0.015 0.493 6.799 0.005 0.005 0.8 0.002 Due to Bus bar problem in Unit 4

14 DUNAO 2x.75=1.5 0.006 0.004 0.010 0.267 2.868 0.000 0.4 0.002

15 PILANG GAD 2x1.125=2.25 RO 0.025 0.025 0.535 6.613 0.000 1.0 0.006

16 URGAM 2x1.5=3.00 RO RO 0.000 0.000 2.304 0.000 0.0 0.000

17 KALIGANGA-I 2x2=4.00 RO 0.017  0.017 0.438 13.152   0.000 0.8 0.004

18 VYASI 2x60=120 0.192 RO 0.192 4.830 290.641 0.000 60 0.192

19 KALIGANGA-II 2x2.25=4.5 RO 0.032 0.032 0.933 18.222 0.000 1.7 0.008

1420.60 8.662 186.973 4379.203 0.007 0.000 0.000 0.000 0.000 0.000 0.007 914.50 5.177

Dy. General Manager (Technical)

 AM - Annual Maintenance, CM-Capital Maintenance, PO - Planned Outage, RO - Reserve Outage, FO - Forced Outage, RMU - Renovation, Modernization and Upgradation, T & C-Testing & Commissioning

Distributed to:-   Chairman /Secretary(Energy) Govt of Uttrakhand.

MD UJVNL/MD UPCL

Director(Operation) /Director(Project)/Director(Finance)/ Director(HR)
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