
Reporting  Date 20 January - 2024                                                                            
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1 CHIBRO 4x60=240 0.289 0.276 0.176 PO 0.742 15.206 685.973 0.000 160 67 67 0.521 Unit 4 is in CM since 28.12.2023

2 KHODRI 4x 30 = 120 0.091 0.143 0.138 PO 0.372 7.572 329.730 0.000 77 65 65 0.240 Unit 4 is in AM since 27.12.2023

3 DHAKRANI 3x11.25=33.75 RO 0.109 0.035 0.144 3.249 100.761 0.000 18 54 51 0.051

4 DHALIPUR 3x17 = 51 0.172 PO 0.099 0.271 5.451 128.335 0.000 32 63 60 0.102 Unit 2 is in AM since 15.12.2023                                                                                                                          

5 KULHAL 3x 10= 30 0.172 0.044 PO  0.216 4.440 109.521 0.000 20 67 67 0.050  Unit 3 is in AM since 09.11.2023

6 TILOTH
(MB-I)

3x30=90 0.385 0.098 0.114 0.597 13.123 436.649 0.000 95 106 106 0.290

7 DHARASU
(MB-II)

4x 76 = 304 PO 0.373 0.246 0.430 1.049 24.014 1126.864 0.000 228 76 74 0.687 Unit 1 is in AM since 23.12.2023

8 CHILLA 4x 36 = 144 0.548 PO 0.640 0.514 1.702 27.369 582.110 0.000 78 55 49 0.225 Unit 2 is in AM since 31.12.2023                                                                                                                                

9 RAMGANGA 3x 66 = 198 PO 0.144 1.272 1.416 12.045 188.571 0.000 101 51 18 0.298 Unit 1 is in CM since 27.07.2023                                                                                                                                                                                            

10 KHATIMA 3x 13.8 =41.40 0.189 0.262 PO 0.451 7.744 176.884 0.000 26 63 49 0.129 Unit 3 is in AM since 19.12.2023

11 PATHRI 3x6.8=20.4 0.116 0.119 0.114 0.348 5.619 86.228 0.000 15.7 0.065

12 MOHD. PUR 3x 3.1 =9.30 0.072 PO 0.068 0.141 2.495 35.829 0.000 5.9 0.031  Unit 2 is in CM since 24.10.2023                                                                                                                                

13 GALOGI 3X1+0.5 = 3.5 RO RO RO 0.019 0.019 0.381 6.687 0.000 0.8 0.002

14 DUNAO 2x.75=1.5 0.007 0.004 0.010 0.207 2.808 0.000 0.4 0.003

15 PILANG GAD 2x1.125=2.25 RO 0.024 0.024 0.396 6.474 0.000 1.0 0.006

16 URGAM 2x1.5=3.00 RO RO 0.000 0.000 2.304 0.000 0.0 0.000

17 KALIGANGA-I 2x2=4.00 RO 0.018  0.018 0.328 13.042   0.000 0.9 0.005

18 VYASI 2x60=120 0.182 RO 0.182 3.709 289.520 0.000 60 0.182

19 KALIGANGA-II 2x2.25=4.5 RO 0.036 0.036 0.723 18.012 0.000 1.7 0.010

1420.60 7.738 134.072 4326.301 0.000 0.000 0.000 0.000 0.000 0.000 0.000 920.90 2.897

Dy. General Manager (Technical)

 AM - Annual Maintenance, CM-Capital Maintenance, PO - Planned Outage, RO - Reserve Outage, FO - Forced Outage, RMU - Renovation, Modernization and Upgradation, T & C-Testing & Commissioning

Distributed to:-   Chairman /Secretary(Energy) Govt of Uttrakhand.

MD UJVNL/MD UPCL

Director(Operation) /Director(Project)/Director(Finance)/ Director(HR)
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