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1 CHIBRO 4x60=240 0.196 0.322 0.315 PO 0.833 1.679 672.446 0.000 160 67 67 0.521 Unit 4 is in CM since 28.12.2023

2 KHODRI 4x 30 = 120 0.160 0.096 0.153 PO 0.408 0.829 322.986 0.000 77 65 64 0.245 Unit 4 is in AM since 27.12.2023

3 DHAKRANI 3x11.25=33.75 0.128 PO 0.042 0.170 0.352 97.864 0.000 17 51 51 0.051 Unit 2 is in AM since 15.12.2023

4 DHALIPUR 3x17 = 51 0.227 PO 0.062 0.289 0.602 123.486 0.000 30 59 59 0.118 Unit 2 is in AM since 15.12.2023

5 KULHAL 3x 10= 30 0.188 0.048 PO  0.236 0.494 105.574 0.000 20 67 67 0.061  Unit 3 is in AM since 09.11.2023

6 TILOTH
(MB-I)

3x30=90 0.512 0.109 0.103 0.725 1.450 424.976 0.000 95 106 106 0.290

7 DHARASU
(MB-II)

4x 76 = 304 PO 0.407 0.251 0.647 1.305 2.751 1105.601 0.000 226 75 75 0.679 Unit 1 is in AM since 23.12.2023

8 CHILLA 4x 36 = 144 0.634 PO 0.555 0.519 1.708 3.495 558.236 0.000 80 56 58 0.245 Unit 2 is in AM since 31.12.2023                                                                                                                                

9 RAMGANGA 3x 66 = 198 PO RO RO 0.000 1.768 178.294 0.000 0 0 26 0.000 Unit 1 is in CM since 27.07.2023                                                                                                                                                                                            

10 KHATIMA 3x 13.8 =41.40 0.153 0.111 PO 0.264 0.668 169.808 0.000 15 37 49 0.093 Unit 3 is in AM since 19.12.2023

11 PATHRI 3x6.8=20.4 0.130 RO 0.123 0.253 0.513 81.122 0.000 15.5 0.062

12 MOHD. PUR 3x 3.1 =9.30 0.072 PO 0.067 0.139 0.278 33.612 0.008 0.008 5.4 0.025  Unit 2 is in CM since 24.10.2023                                                                                                                                

13 GALOGI 3X1+0.5 = 3.5 RO RO RO 0.021 0.021 0.042 6.348 0.000 0.8 0.002

14 DUNAO 2x.75=1.5 0.009 0.002 0.012 0.023 2.625 0.000 0.5 0.003

15 PILANG GAD 2x1.125=2.25 0.012 0.013 0.025 0.051 6.129 0.000 1.1 0.007

16 URGAM 2x1.5=3.00 RO RO 0.000 0.000 2.304 0.000 0.0 0.000

17 KALIGANGA-I 2x2=4.00 RO 0.020  0.020 0.037 12.750   0.000 1.1 0.006

18 VYASI 2x60=120 RO 0.168 0.168 0.351 286.162 0.000 60 0.168

19 KALIGANGA-II 2x2.25=4.5 RO 0.043 0.043 0.077 17.365 0.000 2.0 0.011

1420.60 6.619 15.461 4207.691 0.000 0.000 0.000 0.000 0.008 0.000 0.008 805.88 2.586

Dy. General Manager (Technical)

 AM - Annual Maintenance, CM-Capital Maintenance, PO - Planned Outage, RO - Reserve Outage, FO - Forced Outage, RMU - Renovation, Modernization and Upgradation, T & C-Testing & Commissioning

Distributed to:-   Chairman /Secretary(Energy) Govt of Uttrakhand.

MD UJVNL/MD UPCL

Director(Operation) /Director(Project)/Director(Finance)/ Director(HR)
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