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1 CHIBRO 4x60=240 0.288 0.200 0.241 PO 0.729 15.935 686.701 0.000 160 67 67 0.497 Unit 4 is in CM since 28.12.2023

2 KHODRI 4x 30 = 120 0.139 0.137 0.085 PO 0.361 7.933 330.091 0.000 77 65 65 0.235 Unit 4 is in AM since 27.12.2023

3 DHAKRANI 3x11.25=33.75 RO 0.043 0.099 0.142 3.391 100.903 0.000 18 54 51 0.049

4 DHALIPUR 3x17 = 51 0.119 PO 0.119 0.237 5.688 128.572 0.004 0.004 32 63 60 0.101 Unit 2 is in AM since 15.12.2023                                                                                                                          
Due to Tripping of Unit 1

5 KULHAL 3x 10= 30 0.172 0.053 PO  0.226 4.666 109.746 0.000 20 67 67 0.050  Unit 3 is in AM since 09.11.2023

6 TILOTH
(MB-I)

3x30=90 0.513 0.103 0.108 0.724 13.847 437.373 0.000 95 106 106 0.290

7 DHARASU
(MB-II)

4x 76 = 304 PO 0.573 0.258 0.448 1.279 25.293 1128.143 0.000 228 76 74 0.686 Unit 1 is in AM since 23.12.2023

8 CHILLA 4x 36 = 144 0.709 PO 0.339 0.624 1.672 29.041 583.782 0.030 0.030 82 58 49 0.251 Unit 2 is in AM since 31.12.2023                                                                                                                                
Due to problem in Servotube of Unit 3

9 RAMGANGA 3x 66 = 198 PO 1.170 1.252 2.422 14.467 190.993 0.000 100 51 20 2.422 Unit 1 is in CM since 27.07.2023                                                                                                                                                                                            

10 KHATIMA 3x 13.8 =41.40 0.111 0.296 PO 0.407 8.151 177.291 0.000 24 59 49 0.125 Unit 3 is in AM since 19.12.2023

11 PATHRI 3x6.8=20.4 0.118 0.120 0.109 0.348 5.967 86.575 0.000 15.0 0.063

12 MOHD. PUR 3x 3.1 =9.30 0.071 PO 0.066 0.137 2.632 35.966 0.000 5.9 0.030  Unit 2 is in CM since 24.10.2023                                                                                                                                

13 GALOGI 3X1+0.5 = 3.5 RO RO RO 0.019 0.019 0.400 6.706 0.000 0.8 0.002

14 DUNAO 2x.75=1.5 0.003 0.007 0.010 0.217 2.818 0.000 0.4 0.002

15 PILANG GAD 2x1.125=2.25 RO 0.025 0.025 0.421 6.499 0.000 1.1 0.006

16 URGAM 2x1.5=3.00 RO RO 0.000 0.000 2.304 0.000 0.0 0.000

17 KALIGANGA-I 2x2=4.00 RO 0.019  0.019 0.348 13.061   0.000 0.9 0.005

18 VYASI 2x60=120 RO 0.185 0.185 3.893 289.705 0.000 60 0.185

19 KALIGANGA-II 2x2.25=4.5 RO 0.036 0.036 0.760 18.048 0.000 1.7 0.009

1420.60 8.977 143.048 4335.278 0.034 0.000 0.000 0.000 0.000 0.000 0.034 921.30 5.010

Dy. General Manager (Technical)

 AM - Annual Maintenance, CM-Capital Maintenance, PO - Planned Outage, RO - Reserve Outage, FO - Forced Outage, RMU - Renovation, Modernization and Upgradation, T & C-Testing & Commissioning

Distributed to:-   Chairman /Secretary(Energy) Govt of Uttrakhand.

MD UJVNL/MD UPCL

Director(Operation) /Director(Project)/Director(Finance)/ Director(HR)
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