
Reporting  Date 19 January - 2024                                                                            
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1 CHIBRO 4x60=240 0.289 0.295 0.177 PO 0.761 14.465 685.231 0.000 160 67 67 0.519 Unit 4 is in CM since 28.12.2023

2 KHODRI 4x 30 = 120 0.101 0.144 0.135 PO 0.380 7.200 329.358 0.000 77 65 65 0.245 Unit 4 is in AM since 27.12.2023

3 DHAKRANI 3x11.25=33.75 0.001 0.068 0.069 0.137 3.105 100.617 0.000 19 55 51 0.050

4 DHALIPUR 3x17 = 51 0.171 PO 0.071 0.241 5.179 128.063 0.000 32 63 60 0.101 Unit 2 is in AM since 15.12.2023                                                                                                                          

5 KULHAL 3x 10= 30 0.158 0.053 PO  0.212 4.225 109.305 0.000 20 67 67 0.050  Unit 3 is in AM since 09.11.2023

6 TILOTH
(MB-I)

3x30=90 0.454 0.098 0.114 0.667 12.526 436.052 0.000 95 106 106 0.289

7 DHARASU
(MB-II)

4x 76 = 304 PO 0.661 0.250 0.353 1.264 22.965 1125.815 0.000 228 76 74 0.686 Unit 1 is in AM since 23.12.2023

8 CHILLA 4x 36 = 144 0.510 PO 0.619 0.497 1.626 25.667 580.408 0.000 72 51 48 0.215 Unit 2 is in AM since 31.12.2023                                                                                                                                

9 RAMGANGA 3x 66 = 198 PO RO 1.233 1.233 10.629 187.155 0.000 51 26 16 1.233 Unit 1 is in CM since 27.07.2023                                                                                                                                                                                            

10 KHATIMA 3x 13.8 =41.40 0.207 0.185 PO 0.392 7.293 176.433 0.000 15 37 48 0.092 Unit 3 is in AM since 19.12.2023

11 PATHRI 3x6.8=20.4 0.113 0.114 0.109 0.335 5.270 85.879 0.000 16.1 0.055

12 MOHD. PUR 3x 3.1 =9.30 0.073 PO 0.069 0.142 2.354 35.688 0.000 6.0 0.022  Unit 2 is in CM since 24.10.2023                                                                                                                                

13 GALOGI 3X1+0.5 = 3.5 RO RO RO 0.015 0.015 0.361 6.668 0.005 0.005 0.8 0.002 Due to Grid disturbance

14 DUNAO 2x.75=1.5 0.010 RO 0.010 0.196 2.798 0.000 0.4 0.003

15 PILANG GAD 2x1.125=2.25 RO 0.023 0.023 0.372 6.450 0.000 1.0 0.006

16 URGAM 2x1.5=3.00 RO RO 0.000 0.000 2.304 0.000 0.0 0.000

17 KALIGANGA-I 2x2=4.00 RO 0.014  0.014 0.310 13.024   0.000 0.9 0.005

18 VYASI 2x60=120 RO 0.183 0.183 3.527 289.339 0.000 60 0.183

19 KALIGANGA-II 2x2.25=4.5 RO 0.038 0.038 0.687 17.975 0.000 1.7 0.010

1420.60 7.676 126.333 4318.563 0.000 0.005 0.000 0.000 0.000 0.000 0.005 854.90 3.766

Dy. General Manager (Technical)

 AM - Annual Maintenance, CM-Capital Maintenance, PO - Planned Outage, RO - Reserve Outage, FO - Forced Outage, RMU - Renovation, Modernization and Upgradation, T & C-Testing & Commissioning

Distributed to:-   Chairman /Secretary(Energy) Govt of Uttrakhand.

MD UJVNL/MD UPCL

Director(Operation) /Director(Project)/Director(Finance)/ Director(HR)

Declared 
Capacity 

(MW)/ Peak 
Load

PAF of the 
Day

Av PAF of 
the month

Generation 
in M/E 

Peaking 
hrs (MU)

Remarks

TOTAL

Daily Generation Report of 18 January -  2024

SL
NO

Name Of Power 
Station

CAPACITY                                                                                       
(MW)

GENERATION OF THE DAY
(MU)

Cumulative
Gen. of the 

month till date
(MU)

Cumulative
Gen. in FY till 

date
(MU)

LOSS  OF GENERATION ACCORDING TO WATER AVAILIBILITY w.r.t.  MACHINE 
CAPACITY

(MU) 


