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1 CHIBRO 4x60=240 0.175 0.354 0.192 PO 0.721 18.842 689.609 0.000 160 67 67 0.521 Unit 4 is in CM since 28.12.2023

2 KHODRI 4x 30 = 120 0.096 0.174 0.086 PO 0.357 9.376 331.534 0.000 77 65 65 0.247 Unit 4 is in AM since 27.12.2023

3 DHAKRANI 3x11.25=33.75 0.099 0.039 PO 0.138 4.003 101.515 0.000 18 54 52 0.055 Unit 3 is in AM since 23.01.2024

4 DHALIPUR 3x17 = 51 0.068 RO 0.160 0.227 6.719 129.603 0.000 32 63 61 0.105

5 KULHAL 3x 10= 30 0.151 0.043 PO  0.194 5.531 110.612 0.000 20 67 67 0.050  Unit 3 is in AM since 09.11.2023

6 TILOTH
(MB-I)

3x30=90 0.514 0.105 0.109 0.727 16.419 439.945 0.000 95 106 106 0.290

7 DHARASU
(MB-II)

4x 76 = 304 PO 0.727 0.251 0.274 1.252 29.961 1132.811 0.000 228 76 74 0.684 Unit 1 is in AM since 23.12.2023

8 CHILLA 4x 36 = 144 0.606 PO 0.613 0.550 1.769 35.878 590.619 0.000 87 61 51 0.257 Unit 2 is in AM since 31.12.2023                                                                                                                               

9 RAMGANGA 3x 66 = 198 PO 1.176 1.246 2.422 24.155 200.681 0.000 100 51 25 2.422 Unit 1 is in CM since 27.07.2023                                                                                                                                                                                            

10 KHATIMA 3x 13.8 =41.40 0.150 0.254 PO 0.404 9.788 178.928 0.000 15 37 49 0.090 Unit 3 is in AM since 19.12.2023

11 PATHRI 3x6.8=20.4 0.096 0.122 0.116 0.334 7.267 87.875 0.005 0.005 16.6 0.065 Due to Grid disturbance

12 MOHD. PUR 3x 3.1 =9.30 0.068 PO 0.064 0.132 3.167 36.501 0.003 0.003 6.0 0.032  Unit 2 is in CM since 24.10.2023                                                                                                                                
Due to Grid disturbance

13 GALOGI 3X1+0.5 = 3.5 RO RO RO 0.020 0.020 0.478 6.784 0.000 0.8 0.002

14 DUNAO 2x.75=1.5 RO 0.010 0.010 0.257 2.858 0.000 0.4 0.003

15 PILANG GAD 2x1.125=2.25 RO 0.023 0.023 0.510 6.589 0.000 1.0 0.006

16 URGAM 2x1.5=3.00 RO RO 0.000 0.000 2.304 0.000 0.0 0.000

17 KALIGANGA-I 2x2=4.00 RO 0.018  0.018 0.421 13.135   0.000 0.8 0.005

18 VYASI 2x60=120 RO 0.187 0.187 4.638 290.449 0.000 60 0.187

19 KALIGANGA-II 2x2.25=4.5 RO 0.036 0.036 0.901 18.190 0.000 1.6 0.009

1420.60 8.971 178.311 4370.541 0.000 0.008 0.000 0.000 0.000 0.000 0.008 918.70 5.030

Dy. General Manager (Technical)

 AM - Annual Maintenance, CM-Capital Maintenance, PO - Planned Outage, RO - Reserve Outage, FO - Forced Outage, RMU - Renovation, Modernization and Upgradation, T & C-Testing & Commissioning

Distributed to:-   Chairman /Secretary(Energy) Govt of Uttrakhand.

MD UJVNL/MD UPCL

Director(Operation) /Director(Project)/Director(Finance)/ Director(HR)
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