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1 CHIBRO 4x60=240 0.311 0.283 0.170 PO 0.764 13.703 684.470 0.000 160 67 67 0.521 Unit 4 is in CM since 28.12.2023

2 KHODRI 4x 30 = 120 0.097 0.143 0.144 PO 0.384 6.820 328.977 0.000 77 65 65 0.250 Unit 4 is in AM since 27.12.2023

3 DHAKRANI 3x11.25=33.75 0.096 0.022 0.036 0.154 2.968 100.480 0.000 17 51 51 0.052

4 DHALIPUR 3x17 = 51 0.070 PO 0.191 0.261 4.938 127.822 0.000 30 59 60 0.105 Unit 2 is in AM since 15.12.2023                                                                                                                          

5 KULHAL 3x 10= 30 0.184 0.038 PO  0.222 4.013 109.094 0.000 20 67 67 0.051  Unit 3 is in AM since 09.11.2023

6 TILOTH
(MB-I)

3x30=90 0.375 0.115 0.174 0.663 11.859 435.385 0.000 95 106 106 0.290

7 DHARASU
(MB-II)

4x 76 = 304 PO 0.487 0.313 0.444 1.244 21.701 1124.551 0.000 152 51 74 0.458 Unit 1 is in AM since 23.12.2023

8 CHILLA 4x 36 = 144 0.657 PO 0.410 0.581 1.648 24.041 578.782 0.052 0.052 82 58 48 0.238 Unit 2 is in AM since 31.12.2023                                                                                                                                
Due to abnormal sound & Oil header problem in Unit 3

9 RAMGANGA 3x 66 = 198 PO RO 1.223 1.223 9.396 185.922 0.000 51 26 15 1.223 Unit 1 is in CM since 27.07.2023                                                                                                                                                                                            

10 KHATIMA 3x 13.8 =41.40 0.309 0.097 PO 0.406 6.901 176.041 0.000 16 39 49 0.091 Unit 3 is in AM since 19.12.2023

11 PATHRI 3x6.8=20.4 0.109 0.109 0.102 0.320 4.935 85.544 0.000 14.2 0.050

12 MOHD. PUR 3x 3.1 =9.30 0.052 PO 0.046 0.098 2.212 35.546 0.041 0.041 6.0 0.020  Unit 2 is in CM since 24.10.2023                                                                                                                                
Due to 66 Kv shutdown taken by Ptcul

13 GALOGI 3X1+0.5 = 3.5 RO RO RO 0.016 0.016 0.346 6.652 0.005 0.005 0.8 0.002 Due to Grid disturbance

14 DUNAO 2x.75=1.5 0.005 0.005 0.010 0.186 2.788 0.000 0.4 0.003

15 PILANG GAD 2x1.125=2.25 RO 0.019 0.019 0.349 6.427 0.000 1.0 0.006

16 URGAM 2x1.5=3.00 RO RO 0.000 0.000 2.304 0.000 0.0 0.000

17 KALIGANGA-I 2x2=4.00 RO 0.020  0.020 0.296 13.010   0.000 0.9 0.005

18 VYASI 2x60=120 0.183 RO 0.183 3.344 289.155 0.000 60 0.183

19 KALIGANGA-II 2x2.25=4.5 RO 0.038 0.038 0.649 17.938 0.000 1.8 0.010

1420.60 7.672 118.657 4310.887 0.052 0.005 0.000 0.000 0.000 0.041 0.098 784.60 3.559

Dy. General Manager (Technical)
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 AM - Annual Maintenance, CM-Capital Maintenance, PO - Planned Outage, RO - Reserve Outage, FO - Forced Outage, RMU - Renovation, Modernization and Upgradation, T & C-Testing & Commissioning

Distributed to:-   Chairman /Secretary(Energy) Govt of Uttrakhand.

MD UJVNL/MD UPCL

Director(Operation) /Director(Project)/Director(Finance)/ Director(HR)


