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1 CHIBRO 4x60=240 0.186 0.292 0.301 PO 0.779 12.939 683.706 0.000 160 67 67 0.512 Unit 4 is in CM since 28.12.2023

2 KHODRI 4x 30 = 120 0.161 0.140 0.087 PO 0.389 6.436 328.593 0.000 77 65 65 0.250 Unit 4 is in AM since 27.12.2023

3 DHAKRANI 3x11.25=33.75 0.101 PO 0.044 0.145 2.814 100.326 0.015 0.015 17 51 51 0.052 Unit 2 is in AM since 15.12.2023                                                                                                                          
Due to Grid disturbance

4 DHALIPUR 3x17 = 51 0.161 PO 0.114 0.275 4.677 127.561 0.000 31 61 60 0.103 Unit 2 is in AM since 15.12.2023                                                                                                                          

5 KULHAL 3x 10= 30 0.194 0.043 PO  0.237 3.791 108.872 0.000 20 67 67 0.051  Unit 3 is in AM since 09.11.2023

6 TILOTH
(MB-I)

3x30=90 0.381 0.109 0.158 0.647 11.196 434.722 0.000 95 106 106 0.289

7 DHARASU
(MB-II)

4x 76 = 304 PO 0.737 0.259 0.135 1.131 20.457 1123.307 0.000 228 76 75 0.571 Unit 1 is in AM since 23.12.2023

8 CHILLA 4x 36 = 144 0.744 PO 0.251 0.626 1.621 22.393 577.134 0.079 0.079 78 55 48 0.265 Unit 2 is in AM since 31.12.2023                                                                                                                                
Due to abnormal sound & Oil header problem in Unit 3

9 RAMGANGA 3x 66 = 198 PO RO 0.434 0.434 8.173 184.699 0.000 51 26 15 0.434 Unit 1 is in CM since 27.07.2023                                                                                                                                                                                            

10 KHATIMA 3x 13.8 =41.40 0.296 0.113 PO 0.409 6.495 175.635 0.000 25 61 49 0.137 Unit 3 is in AM since 19.12.2023

11 PATHRI 3x6.8=20.4 0.107 0.109 0.109 0.325 4.615 85.224 0.000 14.5 0.055

12 MOHD. PUR 3x 3.1 =9.30 0.072 PO 0.068 0.140 2.115 35.449 0.000 6.0 0.021  Unit 2 is in CM since 24.10.2023                                                                                                                                

13 GALOGI 3X1+0.5 = 3.5 RO RO RO 0.020 0.020 0.330 6.637 0.000 0.8 0.002

14 DUNAO 2x.75=1.5 RO 0.011 0.011 0.176 2.778 0.000 0.4 0.003

15 PILANG GAD 2x1.125=2.25 RO 0.023 0.023 0.329 6.408 0.000 1.0 0.006

16 URGAM 2x1.5=3.00 RO RO 0.000 0.000 2.304 0.000 0.0 0.000

17 KALIGANGA-I 2x2=4.00 RO 0.020  0.020 0.276 12.990   0.000 0.9 0.005

18 VYASI 2x60=120 RO 0.184 0.184 3.161 288.972 0.000 60 0.184

19 KALIGANGA-II 2x2.25=4.5 RO 0.038 0.038 0.611 17.899 0.000 1.7 0.010

1420.60 6.828 110.985 4303.215 0.079 0.015 0.000 0.000 0.000 0.000 0.094 866.80 2.951

Dy. General Manager (Technical)

 AM - Annual Maintenance, CM-Capital Maintenance, PO - Planned Outage, RO - Reserve Outage, FO - Forced Outage, RMU - Renovation, Modernization and Upgradation, T & C-Testing & Commissioning

Distributed to:-   Chairman /Secretary(Energy) Govt of Uttrakhand.

MD UJVNL/MD UPCL

Director(Operation) /Director(Project)/Director(Finance)/ Director(HR)
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