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1 CHIBRO 4x60=240 0.318 0.255 0.238 PO 0.811 5.739 676.505 0.000 160 67 67 0.519 Unit 4 is in CM since 28.12.2023

2 KHODRI 4x 30 = 120 0.149 0.100 0.153 PO 0.402 2.843 325.000 0.000 76 64 64 0.240 Unit 4 is in AM since 27.12.2023

3 DHAKRANI 3x11.25=33.75 0.127 PO 0.046 0.173 1.234 98.746 0.000 17 51 51 0.050 Unit 2 is in AM since 15.12.2023

4 DHALIPUR 3x17 = 51 0.076 PO 0.212 0.288 2.056 124.940 0.000 30 59 60 0.108 Unit 2 is in AM since 15.12.2023

5 KULHAL 3x 10= 30 0.183 0.052 PO  0.235 1.685 106.765 0.000 20 67 67 0.054  Unit 3 is in AM since 09.11.2023

6 TILOTH
(MB-I)

3x30=90 0.423 0.097 0.125 0.645 4.993 428.519 0.000 95 106 106 0.290

7 DHARASU
(MB-II)

4x 76 = 304 PO 0.342 0.240 0.537 1.119 9.148 1111.998 0.000 226 75 75 0.676 Unit 1 is in AM since 23.12.2023

8 CHILLA 4x 36 = 144 0.676 PO 0.524 0.488 1.688 12.037 566.778 0.000 76 53 56 0.226 Unit 2 is in AM since 31.12.2023                                                                                                                                

9 RAMGANGA 3x 66 = 198 PO RO RO 0.000 1.768 178.294 0.000 0 0 7 0.000 Unit 1 is in CM since 27.07.2023                                                                                                                                                                                            

10 KHATIMA 3x 13.8 =41.40 0.265 0.126 PO 0.391 2.729 171.869 0.000 15 37 51 0.081 Unit 3 is in AM since 19.12.2023

11 PATHRI 3x6.8=20.4 0.138 RO 0.134 0.272 1.846 82.455 0.000 13.2 0.054

12 MOHD. PUR 3x 3.1 =9.30 0.069 PO 0.065 0.134 0.954 34.288 0.000 5.7 0.022  Unit 2 is in CM since 24.10.2023                                                                                                                                

13 GALOGI 3X1+0.5 = 3.5 RO RO RO 0.021 0.021 0.147 6.453 0.000 0.8 0.002

14 DUNAO 2x.75=1.5 0.006 0.005 0.011 0.080 2.682 0.000 0.5 0.003

15 PILANG GAD 2x1.125=2.25 0.012 0.013 0.026 0.176 6.254 0.000 1.1 0.007

16 URGAM 2x1.5=3.00 RO RO 0.000 0.000 2.304 0.000 0.0 0.000

17 KALIGANGA-I 2x2=4.00 RO 0.012  0.012 0.108 12.821   0.000 0.9 0.005

18 VYASI 2x60=120 0.184 RO 0.184 1.263 287.075 0.000 60 0.184

19 KALIGANGA-II 2x2.25=4.5 0.035 RO 0.035 0.277 17.566 0.000 1.9 0.011

1420.60 6.446 49.082 4241.312 0.000 0.000 0.000 0.000 0.000 0.000 0.000 798.63 2.531

Dy. General Manager (Technical)

 AM - Annual Maintenance, CM-Capital Maintenance, PO - Planned Outage, RO - Reserve Outage, FO - Forced Outage, RMU - Renovation, Modernization and Upgradation, T & C-Testing & Commissioning

Distributed to:-   Chairman /Secretary(Energy) Govt of Uttrakhand.

MD UJVNL/MD UPCL

Director(Operation) /Director(Project)/Director(Finance)/ Director(HR)
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